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9100 Compliance Schedule
SOLAR ACCESS COMPLIANCE
SUMMARY PLAN

For Approval CGES

31/5/191:1000 @ A0

9100.01 M01

rev date name by chk

M00

M01

31/5/19

14/10/19

For Approval

For Approval M01.A
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IS
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1 PLAN Residential Mezzanine

6 PLAN Level 6
7 PLAN Level 7 8 PLAN Level 8

2 PLAN Level 2 3 PLAN Level 3

10 PLAN Level 109 PLAN Level 9 12 PLAN Level 12 Roof11 PLAN Level 11

4 PLAN Level 4

5 PLAN Level 5

APARTMENTS
RECEIVING 2 HOURS
OR MORE SOLAR
ACCESS ON 21ST JUNE

SOLAR COMPLIANCE:

BUILDING D
TOTAL SOLAR COMPLIANT             = 84
TOTAL NON COMPLIANT                 = 21
TOTAL APTS                                     = 105
PERCENTAGE     80% (Complies)

BUILDING E
TOTAL SOLAR COMPLIANT             = 34
TOTAL NON COMPLIANT                 = 14
TOTAL APTS                                     = 48
PERCENTAGE     71% (Complies)

BUILDING F
TOTAL SOLAR COMPLIANT             = 35
TOTAL NON COMPLIANT                 = 13
TOTAL APTS                                     = 48
PERCENTAGE     73% (Complies)

BUILDING G
TOTAL SOLAR COMPLIANT             = 24
TOTAL NON COMPLIANT                 = 10
TOTAL APTS                                     = 34
PERCENTAGE     71% (Complies)

BUILDING J
TOTAL SOLAR COMPLIANT              = 95
TOTAL NON COMPLIANT                  = 31
TOTAL APTS                                     = 126
PERCENTAGE     75% (Complies)
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9100 Compliance Schedule
CROSS VENTILATION COMPLIANCE
SUMMARY PLAN

For Approval CGES
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CROSS
VENTILATED
APARTMENT

CROSS
VENTILATED
APARTMENT VIA
SKYLIGHT

CROSS VENTILATION COMPLIANCE:

BUILDING D
TOTAL NATURALLY CROSS VENTILATED             = 42
TOTAL MECHANICALLY ASSISTED CROSS VENTILATION   = 3
TOTAL COMPLIANT        = 45
TOTAL APTS (FIRST 9 STOREYS)                                      = 75
PERCENTAGE     60% (Complies)

BUILDING E
TOTAL NATURALLY CROSS VENTILATED         = 27
TOTAL NATURALLY CROSS VENTILATED VIA SKYLIGHT   = 3
TOTAL COMPLIANT        = 30
TOTAL APTS (FIRST 9 STOREYS)                                      = 48
PERCENTAGE     63% (Complies)

BUILDING F
TOTAL NATURALLY CROSS VENTILATED         = 25
TOTAL NATURALLY CROSS VENTILATED VIA SKYLIGHT   = 7
TOTAL COMPLIANT        = 32
TOTAL APTS (FIRST 9 STOREYS)                                      = 48
PERCENTAGE     67% (Complies)

BUILDING G
TOTAL NATURALLY CROSS VENTILATED         = 21
TOTAL NATURALLY CROSS VENTILATED VIA SKYLIGHT   = 3
TOTAL COMPLIANT        = 24
TOTAL APTS (FIRST 9 STOREYS)                                      = 34
PERCENTAGE     71% (Complies)

BUILDING J
TOTAL NATURALLY CROSS VENTILATED         = 48
TOTAL MECHANICALLY ASSISTED CROSS VENTILATION  = 15
TOTAL COMPLIANT        = 63
TOTAL APTS (FIRST 9 STOREYS)                                      = 104
PERCENTAGE     61% (Complies)

CROSS
VENTILATED
APARTMENT VIA
MECHANICAL
DUCTING TO
OPPOSING
FACADE
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Eastlakes Town Centre - South Site  
Summary Schedule by Core

Past Revisions: 
Revision A (27.03.19)
Revision B (14.05.19)
Revision M00 (31.05.19) Revision M01 DATE: 14/10/19

BUILDING D

AREAS Solar Cross-Ventilation Apartment Mix Yield BUILDING D - TOTAL
NSA GFA GBA Compliant Interpretive Skylight No Solar Compliant Interpretive Engineered Studio 1B 2B 3B 4B

Ground Floor 84 0 0 0 0 0 0 0 Apartment 105
1st Floor 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 Solar 84 80%

2nd Floor 682 819 1062 7 0 0 0 6 0 1 2 3 3 2 10 Cross Ventilation 45 60%
3rd Floor 688 827 1030 9 0 0 0 6 0 1 2 6 1 2 11
4th Floor 688 827 1030 9 0 0 0 6 0 1 2 6 1 2 11
5th Floor 688 827 1030 9 0 0 0 6 0 0 2 6 1 2 11
6th Floor 688 827 1030 9 0 0 0 6 0 0 2 6 1 2 11
7th Floor 688 827 1030 9 0 0 0 6 0 0 2 6 1 2 11
8th Floor 686 823 1030 8 0 0 0 6 0 0 2 3 3 2 10
9th Floor 686 823 1030 8 0 0 0 N/A N/A N/A 2 3 3 2 10

10th Floor 686 823 1030 8 0 0 0 N/A N/A N/A 2 3 3 2 10
11th Floor 686 823 1030 8 0 0 0 N/A N/A N/A 2 3 3 2 10

0

Total 6866 8328 10332 84 0 0 0 42 0 3 20 45 20 20 0 105 Total Units (first 9 storeys) 75
Percentage 66% 82% 81% 19% 43% 19% 19% 0%

Difference NSA/GBA NSA/GFA GFA/GBA

BUILDING J
AREAS Solar Cross-Ventilation Apartment Mix Yield BUILDING J - TOTAL

NSA GFA GBA Compliant Interpretive Skylight No Solar Compliant Interpretive Engineered Studio 1B 2B 3B 4B
Ground Floor 134 0 0 0 0 0 0 0 Apartment 126

1st Floor 586.8 564 938.9 6 0 0 0 3 0 1 0 6 3 0 9 Solar 95 75%
2nd Floor 906 1151 1465 10 0 0 0 7 0 2 1 10 3 1 15 Cross Ventilation 63 61%
3rd Floor 944 1130 1468 11 0 0 0 7 0 2 1 9 4 1 15
4th Floor 944 1130 1468 11 0 0 0 7 0 2 1 9 4 1 15
5th Floor 831 1001 1467 8 0 0 0 6 0 2 1 7 4 1 13
6th Floor 843 1013 1331 9 0 0 0 6 0 2 1 7 4 1 13
7th Floor 843 1013 1331 9 0 0 0 6 0 2 1 7 4 1 13
8th Floor 739 891 1326 10 0 0 0 6 0 2 1 5 4 1 11
9th Floor 750 903 1201 10 0 0 0 N/A N/A N/A 1 5 4 1 11

10th Floor 750 903 1201 11 0 0 0 N/A N/A N/A 1 5 4 1 11

Total 8135 9832 13196 95 0 0 0 48 0 15 9 70 38 9 0 126 Total Units (first 9 storeys) 104
Percentage 62% 83% 75% 7% 56% 30% 7% 0%

Difference NSA/GBA NSA/GFA GFA/GBA

BUILDING E
AREAS Solar Cross-Ventilation Apartment Mix Yield BUILDING E - TOTAL

NSA GFA GBA Compliant Interpretive Skylight No Solar Compliant Interpretive Engineered Studio 1B 2B 3B 4B
Ground Floor 67 0 0 0 0 0 0 0 Apartment 48

1st Floor 337 421 539 3 0 0 0 3 0 0 2 3 5 Solar 34 71%
2nd Floor 620 742 926 6 0 0 0 5 0 0 3 6 9 Cross Ventilation 30 63%
3rd Floor 620 742 926 6 0 0 0 5 0 0 3 6 9
4th Floor 620 742 926 6 0 0 0 5 0 0 3 6 9
5th Floor 620 742 926 7 0 0 0 5 0 0 3 6 9
6th Floor 622 744 925 6 0 0 0 4 3 0 2 3 2 7
7th Floor 15 316 0 0 0 0 0 0 0
8th Floor

Total 3439 4215 5486 34 0 0 0 27 3 0 0 16 30 2 0 48
Percentage 63% 82% 77% 33% 63% 4%

NSA/GBA NSA/GFA GFA/GBA

BUILDING F
AREAS Solar Cross-Ventilation Apartment Mix Yield BUILDING F - TOTAL

NSA GFA GBA Compliant Interpretive Skylight No Solar Compliant Interpretive Engineered Studio 1B 2B 3B 4B
Ground Floor 84 0 0 0 0 0 0 0 Apartment 48

1st Floor 432 534 640 4 0 0 0 1 3 0 4 4 Solar 35 73%
2nd Floor 593 735 906 4 0 0 0 5 0 0 1 4 3 1 9 Cross Ventilation 32 67%
3rd Floor 609 735 906 6 0 0 0 5 0 0 5 3 1 9
4th Floor 609 735 906 7 0 0 0 5 0 0 5 3 1 9
5th Floor 609 735 906 7 0 0 0 5 0 0 5 3 1 9
6th Floor 614 740 906 7 0 0 0 4 4 0 4 2 2 8
7th Floor 13 316.1

Total 3465 4311 5487 35 0 0 0 25 7 0 1 23 18 6 0 48
Percentage 63% 80% 79% 2% 48% 38% 13%

NSA/GBA NSA/GFA GFA/GBA

BUILDING G
AREAS Solar Cross-Ventilation Apartment Mix Yield BUILDING G - TOTAL

NSA GFA GBA Compliant Interpretive Skylight No Solar Compliant Interpretive Engineered Studio 1B 2B 3B 4B
Ground Floor 0 0 0 0 0 0 0 Apartment 34

1st Floor 589 731 887 6 0 0 0 5 0 0 1 3 5 0 9 Solar 24 71%
2nd Floor 604 745 906 6 0 0 0 6 0 0 1 2 6 9 Cross Ventilation 24 71%
3rd Floor 621 739 906 6 0 0 0 6 0 0 3 6 9
4th Floor 626 751 905 6 0 0 0 4 3 0 2 3 2 7
5th Floor 15 316

Total 2439 2981 3921 24 0 0 0 21 3 0 2 10 20 2 0 34
Percentage 62% 82% 76% 6% 29% 59% 6%

NSA/GBA NSA/GFA GFA/GBA

SITE TOTALS
AREAS Solar Cross-Ventilation Apartment Mix Yield SITE TOTALS

NSA GFA GBA Compliant Interpretive Skylight No Solar Compliant Interpretive Engineered Studio 1B 2B 3B 4B
Ground Floor 0 369 0 0 0 0 0 0 0 0 Apartment 361

1st Floor 1944 2250 3005 19 0 0 0 12 3 1 1 11 15 0 27 Solar 272 75%
2nd Floor 3404 4191 5266 33 0 0 0 29 0 3 5 22 21 4 52 Cross Ventilation 194 63%
3rd Floor 3480 4173 5237 38 0 0 0 29 0 3 3 26 20 4 53
4th Floor 3486 4185 5236 39 0 0 0 27 3 3 3 25 17 6 51
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5th Floor 2747 3320 4646 31 0 0 0 22 0 2 3 21 14 4 42 CAR PARKING
6th Floor 2767 3324 4193 31 0 0 0 20 7 2 3 19 10 7 39
7th Floor 1531 1868 2993 18 0 0 0 12 0 2 3 13 5 3 24 Studio, 1B, 2B 322
8th Floor 1425 1713 2356 18 0 0 0 12 0 2 3 8 7 3 21 3B, 4B 78
9th Floor 1437 1726 2231 18 0 0 0 N/A N/A N/A 3 8 7 3 21

10th Floor 1437 1726 2231 19 0 0 0 N/A N/A N/A 3 8 7 3 21
11th Floor 686 823 1030 8 0 0 0 N/A N/A N/A 2 3 3 2 10

Total 24344 29667 38422 272 0 0 0 163 13 18 32 164 126 39 0 361 309 Total Residential 400 spaces
Percentage 63% 82% 77% 75% 8.86% 45.43% 34.90% 10.80% 0.00% (first nine storeys for CV) Includes 20% adaptable spaces

NSA/GBA NSA/GFA GFA/GBA ADG MINIMUM 70%

Residential Pool (2nd Floor)

RETAIL

AREA/USES
PAVILION RETAIL SUPERMARKET COMMERCIAL CHILDCARE MEDICAL LEISURE COMMUNITY ATM Subtotal by Floor GFA by Floor

Ground Floor GLAR 4733 3844 287 10 8873 10009
1st Floor GLAR 656 1883 733 500 324 4096 5671

2nd Floor GLAR 145 145 145

Subtotal by Category 145 5389 3844 1883 733 500 324 287 10
TOTAL GLAR 13114
TOTAL GFA 15826 82.9%

BASEMENT
CARPARKING/AREAS

GBA BIKE STORE ACCESSIBLE (INCL.) RETAIL RESIDENTIAL COMMERCIAL CHILDCARE MEDICAL LEISURE MOTORBIKE VISITORS
Basement 1 17675.2 Including loading dock 50 20 171 19 27 20 12 16 249
Basement 2 10124.8 3 167 72 239
Basement 3 10186.2 72 191 28 219
Basement 4 9801.1 209 209

TOTAL 50 95 338 400 47 27 20 12 16 72
TOTAL BASEMENT GBA 47787.3

TOTAL CAR PARKING 916 916 REQUIRED

Revision M01 DATE: 14/10/19
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