
0.030.02 0.04 0.05

0.07

0.08

0.09

0.11 0.12 0.13

0.06
0.16

0.18

0.20

0.17

0.19

0.51 0.52 0.53

0.55

0.56

0.57

0.59 0.60
0.58 0.62 0.67

0.01

0.1
5

0.10

0.61

0.119

0.120

0.50

0.68

0.63

0.64

0.65

0.66

0.21

2
W4501

3
W4501

OUTLINE OF ADMIN BUILDING OVER

7 8 1910 11 12 13 14 15 16 17 18

A

B

C

D

E

F

G

1 2 3 4 5 6

GG

FF

EE

DD

CC

BB

AA
7650 7650 7650 7650 7650

38250

11
40

0
11

40
0

14
85

0
14

85
0

11
00

0
11

00
0

74
50

0

8400 8400 8400 8400 8400 8400 8400 8400 8400 8400 4680

88680

18
43

0
31

07
0

15
64

0
18

49
0

31
07

0
18

43
0

13
31

30

1
W4501

343 Pacific Highway
North Sydney NSW 2060
T +612 9964 9500
F +612 9964 9683
ABN 61 007 747 748
www.woodhead.com.au

Drawing Number Issue

ScaleDrawing Title
Project Number

Project Description

Drawing Coordinated

Checked

Architects

Client

Landscape Architect

BCA Consultant

Quantity Surveyor

Project Management

Issue Revision Description Date

Key Plan.

NOTES
This drawing is copyright and the property of WOODHEAD and must not be used
without written authorisation. Do not scale this drawing. All dimensions are to be
verified on site and any discrepancies reported before commencement of any work or
shop drawings.

Drawing Director Approval

Engineering

1 : 250

M7 BUSINESS HUB
CAPICURE DRIVE

EASTERN CREEK, NSW

E
C:\Project\HP_DATA\2121-A-MM-LF.rvt17/09/2010 5:11:25 PM

W2001

PROPOSED GROUND FLOOR
PLAN - DATA HALL

10212102 AR

EC DATA CENTRE

CHK

COR

HP Critical Facilities Services
303 Second St. | Suite 500

South Tower San Francisco | CA 94107-6003

TBC

TBC

TBC

DIR

PRELIMINARY

AECOM
Level 11, 44 Market Street, Sydney,
NSW 2000

SK06 1 : 250
1 Proposed Ground Floor Plan - Data Hall

A FOR INFORMATION 01/09/2010
B FOR INFORMATION 02/09/2010
C FOR INFORMATION 08/09/2010
D FOR INFORMATION 13/09/2010
E EA ISSUE 17/09/2010

ROOM SCHEDULE - DATA HALL
Number Name Area

0.01 CORRIDOR 265 m²
0.02 ELECTRICAL DISTRIBUTION 71 m²
0.03 UPS - S1 295 m²
0.04 SUB MBP1/LB SUB-M1 228 m²
0.05 UPS-S2 291 m²
0.06 GENERATOR CONTROLS GCC1 40 m²
0.07 SUPPLY PLENUM 212 m²
0.08 CELL 1 2318 m²
0.09 SUPPLY PLENUM 212 m²
0.10 ELECTRICAL DISTRIBUTION 79 m²
0.11 UPS S3 294 m²
0.12 SUB-M2 SUB-M3 219 m²
0.13 UPS S4 290 m²
0.14 GENERATOR CONTROLS GCC2 40 m²
0.15 CORRIDOR 473 m²
0.16 TBC 52 m²
0.17 GENERATOR SWITCHGEAR GS1 52 m²
0.18 UTILITY SWITCHGEAR US1 74 m²
0.19 UTILITY SWITCHGEAR US2 62 m²
0.20 TBC 73 m²
0.21 CORRIDOR 258 m²
0.22 CORRIDOR 555 m²
0.50 FUTURE ELECTRICAL

DISTRIBUTION
79 m²

0.51 FUTURE UPS-S1 294 m²
0.52 FUTURE SUB MBP1/LB SUB-M1 218 m²
0.53 FUTURE UPS-S2 290 m²
0.54 FUTURE GENERATOR CONTROLS

GCC1
40 m²

0.55 FUTURE PLENUM 212 m²
0.56 FUTURE CELL 2 2318 m²
0.57 FUTURE PLENUM 212 m²
0.58 FUTURE ELECTRICAL

DISTRIBUTION
69 m²

0.59 FUTURE UPS-S3 295 m²
0.60 FUTURE SUB-M2 SUB-M3 228 m²
0.61 FUTURE UPS-S4 291 m²
0.62 FUTURE GENERATOR CONTROLS

GCC2
40 m²

0.63 TBC 72 m²
0.64 FUTURE GENERATOR

SWITCHGEAR
61 m²

0.65 FUTURE UTILITY SWITCHGEAR 74 m²
0.66 FUTURE UTILITY SWITCHGEAR 52 m²
0.67 TBC 51 m²
0.68 CORRIDOR 264 m²
0.119 LIFT 26 m²
0.120 STAIR 13 m²


