
NOTES:

1. NEW STAGE 2 CAMPUS DISTRIBUTOR AND BUILDING DISTRIBUTOR TO LINK TO EACH STAGE 2 FLOOR DISTRIBUTOR
VIA 12 CORE (2 OFF) SMOF CABLE VIA DIVERSE PATHS.

2. NEW STAGE 2 BUILDING DISTRIBUTOR 1 TO LINK TO EACH STAGE 2 FLOOR DISTRIBUTOR VIA 2 OFF 10 PAIR CAT 3
COPPER CABLES; 10 PAIR TO EACH FD RACK (2 OFF).

3. CAT 3 COPPER CABLES TO BE TERMINATED TO RJ45 PATCH PANELS. NO MDF / IDF / PUNCH-DOWN / DISCONNECT
BLOCKS TO BE INSTALLED.

4. PROPOSED INTERFACES BETWEEN STAGE 1 AND STAGE 2 CAMPUS DISTRIBUTORS TO BE COORDINATED WITH STAGE 1
CONSTRUCTION TEAM.

5. PROPOSED INTERFACE BETWEEN STAGE 1 BUILDING DISTRIBUTOR AND STAGE 2 CAMPUS DISTRIBUTOR TO BE
COORDINATED WITH STAGE 1 CONSTRUCTION TEAM.
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