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RAMP
LUMINAIRE TYPE: STRIP LIGHT
MOUNTING: UNDER HAND RAIL
LAMP: LED
COLOUR TEMPERATURE: -
ILLUMINANCE TARGET: - 
LIGHT CONTROL: MANUAL SWITCH/PE.CELL

EXISTING EXTERNAL
LIGHTING GOOSENECK
TYPE TO BE RETROFITTED
WITH LED (TYPICAL)

EXTERNAL LIGHTING PLAN

FACADE - MAIN & SECONDARY ENTRANCE 
(TYMPANUM, WINDOWS, CORNICES GROUND & FIRST LEVEL)
LUMINAIRE TYPE: LED STRIP LIGHT   / IN-GROUND LUMINAIRE
MOUNTING: SURFACE (HIDDEN) /  IN-GROUND DIRECTED TOWARDS THE
BUILDING WALL
COLOUR TEMPERATURE: 2700K
ILLUMINANCE TARGET: - 
LIGHT CONTROL: MANUAL SWITCH/PE.CELL

FACADE - BACK ENTRANCE 
(TYMPANUM, WINDOWS, CORNICES
GROUND)
LUMINAIRE TYPE: LED STRIP LIGHT / IN-GROUND
LUMINAIRE
MOUNTING: SURFACE (HIDDEN)
COLOUR TEMPERATURE: 2700K
ILLUMINANCE TARGET: - 
LIGHT CONTROL: MANUAL SWITCH/PE.CELL

FACADE - COLUMN
LUMINAIRE TYPE: IN-GROUND LUMINAIRE
MOUNTING: UNDER HAND RAIL / IN-GROUND DIRECTED
TOWARDS THE BUILDING
LAMP: LED
COLOUR TEMPERATURE: 2700K
ILLUMINANCE TARGET: - 
LIGHT CONTROL: MANUAL SWITCH/PE.CELL

12581717 GHD-CME-EL-ESK-100

ELECTRICAL - SITE LIGHTING LAYOUT A
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LIGHTING LAYOUT

G3A, G3B, G3C, G23, F12 AREA
LUMINAIRE TYPE: DOWNLIGHT / ORNATE LIGHTING
MOUNTING: PENDANT / SUSPENDED
LAMP: LED
COLOUR TEMPERATURE: 4000K 
ILLUMINANCE TARGET: 160 LUX (AVE)
SEE NOTES

NOTE:

1. FINAL LUMINAIRE SPECIFICATION TO BE UNDERTAKEN IN
THE CDR STAGE.
2. LIGHTING CONTROL SHALL BE VIA MANUAL SWITCH AND
PRESENCE/MOTION SENSOR.
3. EMERGENCY LIGHTING SHALL BE CONNECTED TO THE
UNSWITCHED ACTIVE OF THE CLOSEST ADJACENT LIGHTING
CIRCUIT.

LEGEND:

LED EMERGENCY MAINTAINED EXIT SIGN WITH
INTEGRAL 2 HOURS BACK-UP BATTERY, 
SUSPENDED FROM CEILING

LED EMERGENCY LUMINAIRE,
SURFACE MOUNTED

CORRIDOR
LUMINAIRE TYPE: DOWNLIGHT
MOUNTING: PENDANT / SUSPENDED
LAMP: LED
COLOUR TEMPERATURE: 4000K 
ILLUMINANCE TARGET: 40 LUX (AVE)
SEE NOTES

G19 AREA
LUMINAIRE TYPE: STRIP LIGHT / WALL LIGHT
MOUNTING: CEILING / WALL
LAMP: LED
COLOUR TEMPERATURE: 2700K 
ILLUMINANCE TARGET: 160 LUX (AVE)
SEE NOTES

G17, STAIRS AREA
LUMINAIRE TYPE: DOWNLIGHT
MOUNTING: PENDANT / SUSPENDED
LAMP: LED
COLOUR TEMPERATURE: 4000K 
ILLUMINANCE TARGET: 80 LUX (AVE)
SEE NOTES

G16 AREA (CHANGING ROOM) 
LUMINAIRE TYPE: DOWNLIGHT / STRIP LIGHTS
MOUNTING: SUSPENDED FROM CEILING / STRIP
LIGHTS TO MIRROR
LAMP: LED
COLOUR TEMPERATURE: 4000K 
ILLUMINANCE TARGET: 80 LUX (AVE)
SEE NOTES

G15 (ELECTRICAL & COMMS ROOM)
LUMINAIRE TYPE: LINEAR
MOUNTING: SURFACE
LAMP: LED
COLOUR TEMPERATURE: 4000K 
ILLUMINANCE TARGET: 160 LUX (AVE)
SEE NOTES

G18, G20 AREA (TOILET)
LUMINAIRE TYPE: WALL LIGHT / STRIP LIGHTS
MOUNTING: WALL SURFACE / STRIP LIGHTS TO
MIRROR
LAMP: LED
COLOUR TEMPERATURE: 4000K 
ILLUMINANCE TARGET: 40 LUX (AVE)
SEE NOTES

G9 AREA
LUMINAIRE TYPE: DOWNLIGHT
MOUNTING: PENDANT / SUSPENDED
LAMP: LED
COLOUR TEMPERATURE: 4000K 
ILLUMINANCE TARGET: 160 LUX (AVE)
SEE NOTES

G8 AREA (TEA ROOM) 
LUMINAIRE TYPE: DOWNLIGHT / STRIP LIGHTS
MOUNTING: SUSPENDED FROM CEILING / STRIP LIGHTS
TO UNDERBENCH
LAMP: LED
COLOUR TEMPERATURE: 4000K 
ILLUMINANCE TARGET: 160 LUX (AVE)
SEE NOTES

G11 AREA (STORAGE ROOM) 
LUMINAIRE TYPE: LINEAR
MOUNTING: SURFACE
LAMP: LED
COLOUR TEMPERATURE: 4000K 
ILLUMINANCE TARGET: 80 LUX (AVE)
SEE NOTES

OFFICE, MEETING ROOM, BREAKOUT AREA
LUMINAIRE TYPE: LED EXTRUSION LUMINAIRE
MOUNTING: DIRECT / INDIRECT SUSPENDED
LAMP: LED
COLOUR TEMPERATURE: 4000K 
ILLUMINANCE TARGET: 320 LUX (AVE)
SEE NOTES

G27, G28, G29 (VERANDAH)
LUMINAIRE TYPE: 
LED PROJECTOR/FLOODLIGHT/WALL WASHER
MOUNTING: HIGH LEVEL BEHIND THE BEAM
LAMP: LED
COLOUR TEMPERATURE: 2700K 
ILLUMINANCE TARGET: 40 LUX (AVE)
LIGHT CONTROL: MANUAL SWITCH/PE.CELL

ilindquist
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LEGEND:

LED EMERGENCY MAINTAINED EXIT SIGN WITH
INTEGRAL 2 HOURS BACK-UP BATTERY, 
SUSPENDED FROM CEILING

LED EMERGENCY LUMINAIRE,
SURFACE MOUNTED

NOTE:

1. FINAL LUMINAIRE SPECIFICATION TO BE UNDERTAKEN IN
THE CDR STAGE.
2. LIGHTING CONTROL SHALL BE VIA MANUAL SWITCH AND
PRESENCE/MOTION SENSOR.
3. EMERGENCY LIGHTING SHALL BE CONNECTED TO THE
UNSWITCHED ACTIVE OF THE CLOSEST ADJACENT LIGHTING
CIRCUIT.

OFFICE, MEETING ROOM, BREAKOUT AREA
LUMINAIRE TYPE: LED EXTRUSION LUMINAIRE
MOUNTING: DIRECT / INDIRECT SUSPENDED
LAMP: LED
COLOUR TEMPERATURE: 4000K 
ILLUMINANCE TARGET: 320 LUX (AVE)
SEE NOTES

MALE WC  / ACCESSIBLE (F3B,F4B)
LUMINAIRE TYPE: WALL LIGHT / STRIP LIGHTS
MOUNTING: WALL SURFACE / STRIP LIGHTS TO
MIRROR
LAMP: LED
COLOUR TEMPERATURE: 4000K 
ILLUMINANCE TARGET: 40 LUX (AVE)
SEE NOTES

FEMALE WC (F15)
LUMINAIRE TYPE: DOWNLIGHT / STRIP LIGHTS
MOUNTING: SUSPENDED FROM CILING / STRIP
LIGHTS TO MIRROR
LAMP: LED
COLOUR TEMPERATURE: 4000K 
ILLUMINANCE TARGET: 40 LUX (AVE)
SEE NOTES

F9, STAIRS AREA
LUMINAIRE TYPE: DOWNLIGHT
MOUNTING: PENDANT / SUSPENDED
LAMP: LED
COLOUR TEMPERATURE: 4000K 
ILLUMINANCE TARGET: 80 LUX (AVE)
SEE NOTES

CORRIDOR (F11,F13,F14)
LUMINAIRE TYPE: DOWNLIGHT
MOUNTING: PENDANT / SUSPENDED
LAMP: LED
COLOUR TEMPERATURE: 4000K 
ILLUMINANCE TARGET: 40 LUX (AVE)
SEE NOTES

F3A, LIFT LOBBY
LUMINAIRE TYPE: WALL LIGHT / STRIP LIGHTS
MOUNTING: WALL SURFACE / STRIP LIGHTS
LAMP: LED
COLOUR TEMPERATURE: 4000K 
ILLUMINANCE TARGET: 160 LUX (AVE)
SEE NOTES

F16,F17,F18 (VERANDAH)
LUMINAIRE TYPE: 
LED PROJECTOR/FLOODLIGHT/WALL WASHER
MOUNTING: HIGH LEVEL BEHIND THE BEAM
LAMP: LED
COLOUR TEMPERATURE: 2700K 
ILLUMINANCE TARGET: 40 LUX (AVE)
LIGHT CONTROL: MANUAL SWITCH/PE.CELL
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