Picture of a typical services pedestal
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L Existing distribution board must be relocated to
the indicated position (on top of the concrete
edge beam). Power requirements of all services
pedestal shall be serviced of the switchboard.

Allow for a cover for
accessibility to conduits, in
the timber floor.
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