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SMEC AUSTRALIA PTY LTD (ABN 47 065 475 149)C

PLANT SPECIFICATIONS

ITEM Total
INSTALLED MODULE CAPACITY
(STC) 112.97 MW

INSTALLED INVERTER
CAPACITY (50°C) 99.00 MW

SITE AC CAPACITY AT POC 90 MW

INVERTER DC/AC RATIO 1.14

GRID DC/AC RATIO 0.75

No. PCU 25

No. INVERTERS 25

No. 2-STRING TRACKERS 233

No. 3-STRING TRACKERS 383

No. 4-STRING TRACKERS 1,250

TOTAL STRINGS 6,615

TOTAL DC COMBINER BOXES 376

JAM72D422-620/LB Module 88,344

JAM72D422-625/LB Module 90,261

TOTAL MODULES 178,605

LAYOUT AND EQUIPMENT SUMMARY

MODULES
JAM72D422-630/LB
JAM72D422-635/LB

MODULE DIMENSIONS 2465 x 1134 x 35 mm

INVERTERS SMA SC 4400 UP

TRACKERS Nextracker Horizon

TILT ±60°

TRACKER PITCH 7.0 m

108 MODULE TRACKER LENGTH 129.000 m

81 MODULE TRACKER LENGTH 97.280 m

54 MODULE TRACKER LENGTH 65.570 m

TRACKER AZIMUTH 2.6°

MODULES PER STRING 27

LEGEND:

MVPS AREA BOUNDARY

ACCESS ROAD

SECURITY FENCE

4 STRING SOLAR TRACKER

MVPS (MEDIUM VOLTAGE POWER STATION)

OH TRANSMISSION LINE

RIPARIAN OFFSET 10m

EXISTING POWER LINE

EXISTING FENCE
DAM

EXISTING VEGETATION

RIPARIAN OFFSET 20m

DEVELOPMENT FOOTPRINT

EXISTING WATERCOURSE

SETBACK

BUSHFIRE OFFSET ZONE

2 STRING SOLAR TRACKER

3 STRING SOLAR TRACKER

MVPS CLEARANCE ZONE

SUBDIVISION BOUNDARY

CADASTRAL BOUNDARY

FLOOD EXTEND 5 AEP

FLOOD EXTEND 1 AEP

OVERHEAD POWER LINE EASEMENT

MAIN ACCESS

O&M

TEMPORARY FACILITY


