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ALIGN

FCL

FSL

S1
SURFACE MOUNTED LINEAR FLUORESCENT - TYPE 1
(Tenancies and carpark)

RF1
RECESSED FLUORESCENT LUMINAIRE - TYPE 1

LIGHTING

EMERGENCY LUMINAIRE

RECESSED DOWNLIGHT - TYPE 1
(Edge of floor, lobbys & corridors)

FLOODLIGHT

SPOTLIGHT

EXIT EXIT SIGN CEILING MOUNTED AND EDGE LIT
UNLESS OTHERWISE NOTED

EXIT

MECHANICAL SERVICES

CHILLED BEAM ABOVE

CEILING ITEMS

RETURN AIR GRILLE

SUPPLY AIR DIFFUSER

S
SPRINKLER
SMOKE DETECTOR

FIRE SERVICES

ALARM HORN

SIDE WALL/ WALL WETTING SPRINKLER

W WARNING SYSTEM SPEAKER (EWIS)

FM FLUSH MOUNTED SPRINKLER

600 X 600MM CEILING ACCESS PANEL

SETOUT

ALIGN FINISHED FACES INDICATED
FITTINGS ON CEILING TILES TO BE SET OUT
TO 1/2 OR 1/4
OF TILE SIZE UNLESS NOTED OTHERWISE

ABOVE FLOOR FINISH

AP

S2
SURFACE MOUNTED LINEAR FLUORESCENT - TYPE 2
(Fire stairs and tunnels)

R1

RECESSED DOWNLIGHT - TYPE 2
(WC areas)

R2

24HR LUMINAIRE INDICATED SHALL BE LEFT PERMANENTLY "ON"

DIRECTIONAL EXIT SIGN CEILING MOUNTED AND EDGE LIT
UNLESS OTHERWISE NOTED

LINEAR SLOT DIFFUSER

GREY FILL INDICATES METAL CEILING
TILE WITH 45% OPEN AREA

RF2
RECESSED FLUORESCENT LUMINAIRE - TYPE 2

PLASTERBOARDPB

WET AREAS PLASTERBOARDWPB

FINISHED CEILING LEVEL

FINISHED SOFFIT LEVEL

BULKHEADBH

METAL CEILING TILE TYPE 1MCT1
METAL CEILING TILE TYPE 2MCT2
METAL CEILING TILE TYPE 3MCT3

SURFACE MOUNTED EXTERIOR LUMINAIREEL

SUPPLY AIR GRILLE

TIMBER LINING TYPE 1 (ATRIUM EDGE)TL1
TIMBER LINING TYPE 2 (WEST FACADE INTERNAL)TL2
TIMBER LINING TYPE 3 (WEST FACADE EXTERNAL)TL3

CONTROL JOINTCJ

PANEL JOINTPJ
RECESSED JOINTRJ

FIBRE CEMENT SHEET, PAINTEDFC

PAINT FINISH 1PF1

VERTICALLY FIXED JET NOZZLE DIFFUSER

TIMBER LINING TYPE 4 (ATRIUM ROOF LINING)TL4

WALL MOUNTED LUMINAIRE - TYPE 3
(level 8 lobby light)

W3

MOTION DETECTOR FOR LIGHTING CONTROL

LOBBY DOWNLIGHT - TYPE 1

RF3
RECESSED FLUORESCENT LUMINAIRE - TYPE 3

WALL MOUNTED EWIS SPEAKER
(Level 6 Terrace)

SP

RADIANT STRIP HEATERH

W4 RECESSED WALL LIGHT

SURFACE MOUNTED DOWN-LIGHTS
(Level 6 Terrace)

S2

SURFACE MOUNTED SPOT-LIGHTS
(Level 6 Terrace)

W1

TIMBER LINING TYPE 5 (LOBBY WALLS)TL5
TIMBER LINING TYPE 6  (LEVEL 6 TERRACE INTERNAL)TL6
TIMBER LINING TYPE 7  (LEVEL 6 TERRACE INT & EXT)TL7

R3 RECESSED DOWN-LIGHTS
(Level 6 Terrace)

LF ADDITIONAL LIGHTING BY OTHERS
(Level 6 Terrace)

IR

SPSP ADDITIONAL SPEAKERS BY OTHERS
(Level 6 Terrace)

LOBBY DOWNLIGHT - TYPE 2

LOBBY SPOTLIGHT

SCE LOBBY RECESSED LUMINAIRE

RONDO SHADOW JOINTRSJ

ACP ALUMINIUM COMPOSITE PANEL

RETAIL AWNING RADIANT STRIP HEATERH

NOTES
BLACK INSULATION, 25mm POLYESTER (32kg/m3) TO THE
UNDERSIDE OF SOFFITS, ENTIRE AREA EXCEPT UNDER BEAMS.
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