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DESIGN DEVELOPMENT

SJ AB DS

1. THE DRAWINGS ARE BASED ON CLIENT ISSUED CAD, BIM FILES AND 
SURVEY OF THE EXISTING HOSPITAL. HDR CAN ONLY RELY ON THE 
INFORMATION SUPPLIED BY THE CLIENT.

2. HDR HAVE NOTED THE PATH OF EXISTING FIRE RATED WALLS - THE 
COMPLIANCE OF THESE WALLS LIES WITH THE CLIENT. 

3. ALL NEW FIRE RATED WALLS TO BE COMPLIANT.
4. DEMOLITION DRAWINGS TO BE READ IN CONJUNCTION WITH THE 

REMAINDER OF THE ARCHITECTURAL DRAWING SET.

5. DEMOLITION WORKS ARE INDICATED TO THE FULL EXTENT REQUIRED 
FOR COMPLETION. STAGING OF DEMOLITION WILL BE REQUIRED AND IS 
TO BE PROPOSED BY THE CONTRACTOR IN ALIGNMENT WITH THE 
PROJECT PROPOSAL FOR STAGING.

6. DEMOLISH EXISTING WALLS TO THE EXTENT SHOWN AND MAKE GOOD. 

COMPONENTS OF WALLS TO BE DEMOLISHED TO BE VERIFIED ON SITE.
7. DEMOLISH FLOOR FINISHES AND CEILINGS WITHIN SCOPED AREA AND 

WALLS BEING DEMOLISHED - TO BE READ IN CONJUNCTION WITH 
GENERAL ARRANGEMENT PLAN 

8. ANY DAMAGED FINISHED FLOOR, WALL, CEILINGS SURFACES REMAINING 

POST DEMOLITION TO BE MADE GOOD.
9. ALL MECHANICAL, ELECTRICAL, HYDRAULIC, FIRE AND ANY OTHER 

SERVICES TO BE DECOMMISSIONED, REMOVED, DEMOLISHED, CAPPED 
AND OR RELOCATED TO THE EXTENT SHOWN ON THE CONSULTANT’S 
DRAWINGS.

10. ALL FIRE EGRESS DOORS AND FIRE WALLS TO REMAIN ‘OPERATIONAL’
DURING DEMOLITION.

11. EXISTING SANITARY FIXTURES AND FITTINGS TO BE REMOVED, CAPPED 
OFF, RE-DIRECTED OR AS OTHERWISE REQUIRED TO THE EXTENT SHOWN 
ON THE CONSULTANT’S DRAWINGS AND SPECIFICATIONS.

12. EXISTING SSD FIXTURES AND FITTINGS TO BE REMOVED, ALL 
ELECTRICAL/PLUMBING TO BE DISCONNECTED/CAPPED OFF AND MAKE 
GOOD TO ACCEPT MODIFIED LAYOUT.

13. REMOVE ALL FLOOR FINISHES AS NECESSARY FOR REFURBISHMENT 
AREAS ONLY.

14. SERVICE PENETRATIONS TO EXISTING SLAB IN STAFF AMENITIES TO 

OCCUR IN CAVITY WALL ZONE - CHECK ON SITE EXISTING PT ZONES 
PRIOR TO LOCATING PENETRATIONS.

15. WHERE POSSIBLE RETAIN ALL CEILINGS AND ONLY PATCH WHERE WALLS 
ARE REMOVED OR SERVICES ARE RELOCATED ALLOW TO RE-PAINT 
PLASTERBOARD CEILINGS IN A ROOM AFFECTED BY CHANGE.

16. DEMOLITION PROCESSES TO FOLLOW SESLHD/HI STRICT REQUIREMENTS 
TO NOT AFFECT THE OPERATION OF THE HOSPITAL.

17. DEMOLITION OF THE FAÇADE IN THE SSD ZONE TO ALSO FOLLOW 
SESLHD/HI STRICT REQUIREMENTS/PROCEDURES

18. WHERE POSSIBLE REPAIR IN LIEU OF REMOVE AND REPLACE FINISHES.

19. ANY DEMOLITION OF STRUCTURAL MEMBERS IN EXISTING ROOF IS 
SUBJECT TO STRUCTURAL ANALYSIS, STRUCTURAL ENGINEER 
APPROVAL.

20. TENDERER AND CLIENT TO AGREE ON SALVAGE ITEMS – NOT PART OF 
DEMOLITION SCOPE.

21. FOR DEMOLITION OF ANY ELEMENTS OTHER THAN BUILDING, REFER CIVIL 
ENGINEER'S DWGS.

DEMOLITION NOTES AND LEGENDS

NOT IN SCOPE

EXISTING WALLS

EXISTING WALLS TO BE DEMOLISHED

EXISTING  DOORS / CASEWORKS / ROOFS TO BE 
DEMOLISHED

EXISTING FIRE WALLS
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