
 

    CONSTRUCTION.

2. Values shown are MAINTAINED values and calculated in the nominated
    planes.

1. THIS SCHEME IS FOR INFORMATION ONLY AND NOT FOR

ISHS
Calculation Summary
Cleveland Pathways

Calculation Summary
Label CalcType

Luminaire Schedule
Symbol

Units Avg Max Min

Qty LLF Tag Description

Max/Avg
ISHS Cleveland St Horizontal Illuminance Lux 16.03 49.3 9.6 3.08
ISHS Cleveland St V1 Illuminance Lux 10.08

1 0.600 SL1 400W HPS 2m outreach

21.8 3.5 2.16
ISHS Cleveland St V2 Illuminance Lux 12.00

1 0.600 SL3 400W MV 1.85M OR

30.6 4.3 2.55
ISHS Opp Cleveland St Horizontal Illuminance Lux 15.73 36.8 9.1 2.34
ISHS Opp Cleveland St V1 Illuminance Lux 7.21 15.8 2.0

4 0.600 SL2 250W HPS 2.7 OR

2.19
ISHS Opp Cleveland St V2 Illuminance Lux 12.14 27.4 3.7

1 0.600 SL5 125 W MV 2m OR
6 0.609 PL1 StreetLED2 4000K 14W AERO
3 0.700 New SL approved V162100WT3N7PBP
3 0.750 New SL approved V162200WT3N7PBP
12 0.750 SL8 ECLATEC

2.26

MPB2
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WALL & FN1 - REF ARCH
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SUSPENDED RAMP TO
ARCHITECTS DETAIL

WALL & FN1 - REF
ARCH DRAWINGS

RAISED WALKWAY
REFER ARCHITECTS

DRAWINGS

PG07

PG03

PG04

PG05PG06

TERRACE SEATING &
STAIR REFER
ARCHITECTS
DRAWINGS

FLOOR FINISHES REFER
ARCHITECTS DRAWINGS

STAIR REFER
ARCHITECTS DRAWINGS

PG01

FLOOR FINISHES REFER
ARCHITECTS DRAWINGS

 EXISTING FENCE
TO BE RETAINED

EXISTING HERITAGE
SANDSTONE AND FENCE TO BE
RETAINED AND PROTECTED

PIT

3 x NEW STREET TREES - 100L
TO MEET CONDITION OF CONSENT # B37
SUBJECT TO CONSULTATION WITH COUNCIL

EXTENT OF PUBLIC DOMAIN
STRETSCAPE WORKS

CREATE NEW CURVED PARK ENTRY

INSTALL NEW CONCRETE
FOOTPATH TO MATCH EXISTING

SAWCUT AND REINSTALL EXISTING
FOOTPATH TO CREATE CURVED
PARK ENTRY

EXISTING SANDSTONE KERB TO BE RETAINED
&PROTECTED

EXISTING SANDSTONE KERB TO BE RETAINED
&PROTECTED

EXISTING SERVICES
EXISTING SERVICES

EXISTING SERVICES EXISTING BUS
SHELTER

ELP

ELP ELP ELP

ELP

ELP

EXISTING TRAFFIC LIGHT
EXISTING POWER POLEEXISTING TICKET

PARKING BOX

EXISTING FENCE
TO BE RETAINED
EXISTING HERITAGE SANDSTONE TO
BE RETAINED AND PROTECTED

EXISTING WALL TO BE RETAINED

EXISTING FENCE
TO BE RETAINED

EXISTING FENCE
TO BE RETAINED

EXISTING FENCE
TO BE RETAINED

EXISTING HERITAGE SANDSTONE
WALL TO BE CAREFULLY REMOVED
& STORED FOR POTENTIAL REUSE

EXISTING HERITAGE SANDSTONE TO
BE RETAINED AND PROTECTED

EXISTING HERITAGE SANDSTONE TO
BE RETAINED AND PROTECTED
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