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1.0 Introduction 

This report has been prepared to support a State Significant Development Application (SSDA) (SSD-
11802230) for the proposed development of Sydney Olympic Park New High School to be submitted to the 
Department of Planning, Industry and Environment (DPIE). 

This report addresses general requirements as identified in the Planning Secretary’s Environment 
Assessment Requirements (SEARs) and more specific requirements as set out by Council. 

 

1.1 Proposal 

The proposed development is for the construction of a school whereby the project is known as Sydney 
Olympic Park new high school. The school is to be developed in two stages.  The SSD application will seek 
consent for both Stage One and Stage Two. While Stage Two is submitted as part of this proposal, 
construction is subject to approval of additional funding. 

Stage One will provide for a Stream 5 high school, catering for up to 850 students. Stage Two will bring the 
school up to a stream 9 school capability catering up to 1,530 students.   

The design features a six storey building. To the north of the site, a hall building (for sports and performance) 
is proposed. 

The play space required to meet the need of students for Stage One can be generally accommodated onsite, 
within the 9,511sqm available. Additional play space may be required to accommodate the increased student 
numbers anticipated during Stage 2. The proposed adjoining play space comprises an area of around 
8,800sqm, and will be subject to a Joint Use Arrangement and available for public use outside school
hours. The future Wentworth Point Peninsula Park will result in an open space area of approximately 4ha.

  The remainder of the peninsula (Tf NSW land) is under review and will be subject to a separate approval 
process. Redevelopment of this land will include the new access road proposed off Burroway Road along the 
eastern boundary of the subject site and is proposed to include car parking, drop-off zones and delivery 
zones.   
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1.2 Site Description 

The proposed development is located within the peninsula of Wentworth Point at 7-11 Burroway Road, 

Wentworth Park across parts of three lots; Lot 202 DP1216628, Lot 203 DP1216628 and Lot 204 

DP1216628. The site forms part of the Wentworth Point Planned Precinct, which was rezoned in 2014 for the 

purposes of high density residential, public recreation, school and business purposes.  

The site is approximately 9,511sqm in area, with a frontage of approximately 91m to Burroway Road.  It 

currently contains vacant land, which is cleared of all past development, and almost entirely cleared of native 

vegetation.  

The surrounding area is generally characterised by high rise residential and mixed-use developments. The 

site is directly adjacent to the Wentworth Point Peninsula Park and immediately east of Wentworth Point 

Public School.  

  
 

Figure 1 Site Aerial Map 

Source: Mecone 

 

1.3 Secretary’s Environmental Assessment Requirements 
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Under application number SSD-11802230, we have been provided the Secretary’s Environmental 
Assessment Requirements (SEARs) issued on the 19th of July 2021.  This report provides response (in part 
or full where relevant) to the following SEARs: 

 SEARs Requirement: Addressed in 
section: 

6 Ecologically Sustainable Development (ESD)  

 Identify proposed measures to minimise consumption of resources, water (including 
water sensitive urban design) and energy 

Section 3.3.2, 
Section 4 

 Identify how the future development would be designed to consider and reflect 
national best practice sustainable building principles to improve environmental 
performance and reduce ecological impact.  This should be based on a materiality 
assessment and include waste reduction design measures, future proofing, use of 
sustainable and low-carbon materials, energy and water efficient design (including 
water sensitive urban design) and technology and use of renewable energy. 

Section 3.3.2, 
Section 4 

 Provide an Integrated Water Management Plan detailing any proposed alternative 
water supplies, proposed end uses of potable and non-potable water, and water 
sensitive urban design. 

Section 3.3.2, 
Section 4 

14 Stormwater Drainage  

 Provide a preliminary stormwater management plan for the development that:  

• is prepared by a suitably qualified person in consultation with Council and any 
other relevant drainage authority. 

• details the proposed drainage design for the site including on-site detention 
facilities, water quality measures and the nominated discharge point. 

• demonstrates compliance with Council or other drainage authority requirements. 

Section 3.1.2, 
Section 3.2.2, 
Section 3.3.2, 
Appendix A 

 Provide stormwater plans detailing the proposed methods of drainage without 
impacting on the downstream properties. 

Section 3.1.2, 
Section 3.2.2,  
Appendix A 

 Where drainage infrastructure works are required that would be handed over to 
Council, provide full hydraulic details and detailed plans and specifications of 
proposed works that have been prepared in consultation with Council and comply 
with Council’s relevant standards. 

N/A 

15 Flooding  

 Identify any flood risk on-site in consultation with Council and having regard to the 
most recent flood studies for the development area and the potential effects of 
climate change, sea level rise and an increase in rainfall intensity. 

Section 4 

 Assess the impacts of the development, including any changes to flood risk on-site 
or off-site, and detail design solutions to mitigate flood risk where required. 

Section 4 

16 Soil and Water  

 Provide details of measures and procedures to minimise and manage the 
generation and off-site transmission of sediment, dust and fine particles. 

Section 3.4 

1.4 Relevant Documents 

The site lies within the amalgamated Parramatta City Council LGA and a development control plan (DCP) 
has been created for the Wentworth Point Precinct which applies to this site.  This DCP created in 2014 
refers to the Auburn Development Control Plan (DCP) 2010 which also provides guidance on development 
controls.  Further, the Department of Education’s ‘Education Facilities – Standards and Guidelines’ applies to 
the proposed high school development.  All three documents have been reviewed in preparation of this 
report.  Where applicable, the more stringent requirements have been met by the development. 

The following documents have been used in preparing this document: 

• Australian Rainfall and Runoff 2019 

• AS3500.3 Plumbing and Drainage: Stormwater Drainage 
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• Managing Urban Stormwater – Soils and Construction ‘Blue Book’, Volume 1, 4th Edition, Landcom 

• Wentworth Point Development Control Plan 2014 

• Auburn Council Development Control Plan 2010 

• Department of Education’s Educational Facilities – Standards and Guidelines 

• Lower Parramatta River Floodplain Risk Management Study and Plan 2005, SKM 
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2.0 Site Context 

2.1 Existing Structures 

The site was previously developed however most permanent existing structures have now been removed.  
There is significant concrete pavement remaining on site and sections of brick wall along the perimeter. 

2.2 Existing Services 

There are several in-ground services that have been identified on the detailed survey prepared by LTS 
Lockley dated 21/04/21. 

Electrical, water and communication services are shown along the west of the site through the proposed 
development area.  The electrical services are contained within two easements. 

There are also electrical and communications reticulation services from Burroway Road into the site. 

2.3 Existing Stormwater 

Review of the detailed survey prepared by LTS Lockley shows existing stormwater infrastructure in Burroway 
Road.  There are 2 kerb inlet pits along the frontage of the site connected by a 375mm diameter pipe.  This 
pipe crosses Burroway Road and connects to a 750mm diameter pipe which continues east along Burroway 
Road and discharges to the Parramatta River. 

Internal to the site, there are existing stormwater pits and pipes however they are not shown to be 
connected.  It is not clear where the site’s existing stormwater connection point is.  

There is existing kerb and gutter for the entire frontage in Burroway Road however it is disjointed where the 
road transitions from approximately 12m wide bitumen to 14m wide concrete road. 
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3.0 Civil Engineering 

3.1 Stormwater Drainage 

3.1.1 Statutory Requirements 

The development stormwater drainage design is subject to requirements stated in the Educational Facilities 
– Standards & Guidelines (EFSG) from the NSW Department of Education.  These guidelines require 
stormwater to be managed through a minor/major drainage system.  The inground drainage pits and pipe 
infrastructure must have capacity to cater for storm events up to the 20 year ARI storm event.  Designated 
overland flow paths must cater for flows resulting from storm events greater than this up to the 100 year ARI 
storm event, or where blockages may occur. 

For Council’s stormwater network, the Wentworth Point Precinct DCP and Auburn Council DCP provide 
guidance on the drainage design requirements.  As per the EFSG, inground pits and pipe must cater for 
flows up to the 20 year ARI storm event and overland flows paths up to the 100 year ARI storm event. 

3.1.2 Proposed Strategy 

In accordance with the EFSG, the development inground pits and pipe have been designed to cater for the 
minor storm event (20 year ARI storm).  This includes a network of surface inlet pits, and pipes sized 
accordingly.  Roof drainage has not been documented at this stage however it is proposed that downpipes 
will discharge to drainage outlets in the ground as required by the EFSG and then connect to the nearest 
stormwater pit. 

Similarly, overland flow paths have been designed within the site to allow for the major storm event (100 year 
ARI storm) in accordance with the EFSG. The overland flow path through the site has been designed to 
direct overland flow towards Burroway Road. 

The site is proposed to discharge all stormwater to Council’s stormwater network in Burroway Road.  There 
is an existing kerb inlet pit at the frontage of the site that the development will connect to.  This has an 
outgoing pipe size of 375mm. 

Council’s stormwater network has been assessed for capacity to cater for the flows anticipated from the 
development in DRAINS software.  A catchment size of 9,511sq.m was assumed with 95% impervious and 
5% pervious areas.  The assessment determined that the downstream drainage network would have 
capacity to cater for storms up to the 5 year ARI storm event.  For storms above the 5 year and up to the 20 
year ARI storm event, there would be significant overflows in Burroway Road.  As such, detention of 
stormwater or upgrade of Council’s downstream stormwater network would be necessary to conform with 
Council's requirement for the minor storm event.  Given the scope of works to upgrade Council’s drainage 
network, it was determined that on site detention would be more feasible.  This is discussed in more detail in 
Section 3.2. 

The DRAINS model was also run to assess impacts in the major storm event (100 year ARI).  In the major 
event, overland flows are directed east along Burroway Road.  There is an increase in overland flows 
attributed to the development, however flows are contained within the road reserve and depth x velocity 
values are between 0.10 and 0.13.  As such, this is considered safe and in accordance with Council's 
requirements. 

There are no proposed stormwater works that will be handed over to Council. 
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Figure 1 Excerpt from Auburn DCP 2010 - On-site detention zones 

3.2 Stormwater Quantity 

3.2.1 Statutory Requirements 

Auburn Council’s DCP provides guidance to the on site detention (OSD) requirements for the site.  Section 
5.1 D1 of the Stormwater Management chapter of the DCP stipulates that OSD shall be required for all 
proposed development, re-development or new land subdivisions.  However, it also stipulates that land 
located within Zone 8 as nominated on Figure 1 of the document is exempt from providing OSD.  As such 
and per Figure 2 of this document, there is no OSD requirement for the site in this regard.  However as 
mentioned in Section 3.1.2, the proposed development will impact downstream properties by increasing 
overland flows in Burroway Road in the minor storm event.  As such, the development would need to provide 
on site detention in order to maintain the current downstream drainage regime. 

 

Site Location 
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3.2.2 Proposed Strategy 

On site detention is proposed to manage stormwater discharge from the site for storm events up to and 
including the minor storm event (20 year ARI).  This will mitigate impacts on the downstream drainage 
network as well as assist in achieving the Green Star requirements for the development.  

The proposed detention tank was modelled in DRAINS software and included in the model of the wider 
Council drainage network.  The detention volume and discharge rate from the site was assessed against 
having a non-worsening scenario on the downstream properties and drainage network.  As such, it was 
determined that a discharge rate of 70L/s and detention volume of 300kL would satisfy the 20 year ARI 
storm event. 

The proposed OSD tank will be located underground at the downstream end of the site close to the 
connection point to Council's stormwater network.  This is documented on the engineering plans included in 
Appendix A. 

  



Roberts Co 30 August 2021 
Civil Engineering Report SOPHS-TTW-CV-L0-00100 

 

 

Taylor Thomson Whitting (NSW) Pty Ltd           
© 2021 Taylor Thomson Whitting       Page 11 of 18 

3.3 Stormwater Quality 

3.3.1 Statutory Requirements 

The proposed development is subject to water quality requirements as detailed in the Wentworth Point 
Precinct DCP.  The DCP stipulates the following targets for removal of pollutants in stormwater discharge: 

• 90% reduction in the post-development average annual gross pollutant load 

• 85% reduction in the post-development average annual total suspended solids (TSS) load 

• 65% reduction in the post-development average annual total phosphorus (TP) load 

• 45% reduction in the post-development average annual total nitrogen (TN) load 

3.3.2 Proposed Strategy 

A treatment train is proposed to meet the pollutant reduction targets consisting of a combination of Water 
Sensitive Urban Design (WSUD) practices and proprietary products. 

The treatment train proposed for the site consists of a 30kL rainwater tank for rainwater capture and reuse, 
OceanProtect OceanGuard pit litter baskets and OceanProtect Stormfilter cartridges prior to discharge from 
the site. 

The proposed treatment train was modelled using the Model for Urban Stormwater Improvement 
Conceptualisation (MUSIC) software.  Refer to Figure 3 for the MUSIC model schematic layout. 

 

Figure 2 MUSIC model schematic layout 
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The modelled MUSIC results are summarised in the table below. 

Table 1 MUSIC Modelling Results 

Pollutant Target Reduction Rate Achieved Reduction Rate 

Gross Pollutants 90% 100% 

Total Suspended Solids (TSS) 85% 89.1% 

Total Phosphorus (TP) 65% 65.4% 

Total Nitrogen (TN) 45% 48.4% 

As demonstrated, the proposed treatment train achieves the target pollutant removal rates specified.  Twelve 
690mm PSorb Stormfilter cartridges were required to meet the targets along with litter baskets in all surface 
inlet pits.  It was assumed that rainwater was utilised for landscape irrigation only.  This provided a reduction 
in potable water usage of approximately 365kL annually assuming a landscape area of approximately 
500sq.m. 

It is proposed to locate the Psorb Stormfilter cartridges within the OSD tank.  This is documented on the 
engineering plans included in Appendix A. 
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3.4 Erosion and Sediment Control 

3.4.1 Proposed Strategies 

The proposed sedimentation and erosion control measures to manage runoff and ensure no detriment to the 
receiving environments have been divided into temporary and permanent strategies as summarised in Table 
2.  These measures are in accordance with the Managing Urban Stormwater – Soils and Construction ‘Blue 
Book’ guidelines prepared by Landcom. 

Table 2 Temporary and Permanent Strategies 

Strategy Description 

Temporary Temporary strategies generally refer to the control of sediment erosion and water pollution 
during the construction phase.  The primary risks occur when soil is excavated and exposed 
to the elements during construction works.  It is at this stage that suspended solids and other 
construction activity associated pollutants can be washed into the receiving stormwater 
network and subsequently the downstream waterways. 
The strategies that are implemented to prevent potential soil degradation and pollution of 
waterways include the adequate provision of sedimentation and erosion control measures.  
Generally, the measures outlined in this report form a minimum basis that should be 
considered and further documented by the contractor prior to commencement of the works 
through a Soil and Water Management Plan (SWMP). 
The temporary controls that are proposed in the concept plans by TTW will limit the 
displacement of sediment caused by runoff from disturbed areas and are designed to 
remove sediment prior to discharging from site. 

Permanent Permanent strategies generally refer to the installation of a number of permanent treatment 
measures to remove gross pollutants, total suspended solids, and phosphorus/nitrogen 
nutrients effectively in order to maintain stormwater quality discharged from the site.  For the 
permanent water quantity and quality measures, refer to Section 3.2.2 and Section 3.3.2 of 
this report. 

3.4.2 Proposed Measures 

A Sediment and Erosion Control Plan is attached to this report in Appendix A. 

3.4.3 Installation of Measures 

The measures are to be installed as per the requirements outlined below: 

Clearly visible barrier, site fencing and hoarding shall be installed at the discretion of the Superintendent to 
ensure site security, safety of the public, manage traffic control and prohibit any unnecessary site 
disturbance.  Vehicular access to the site shall be limited to only what is essential for the construction 
activities and shall enter the site only through the stabilised access points.  

All disturbed areas are to be stabilised within 14 working days of the completion of earthworks. All disturbed 
areas are to be protected so that the land is permanently stabilised within six months.   

Proprietary silt fencing shall be installed by the Contractor in accordance with the final approved 
Sedimentation and Erosion Control Plan and elsewhere at the discretion of the site superintendent to contain 
sedimentation to as near as possible to the original source.  

Sediment removed from any sediment trapping device shall be relocated where further pollution to 
downslope lands and waterways cannot occur.  

Stockpiles shall be located by the Contractor in accordance with the final approved Sedimentation and 
Erosion Control Plan and elsewhere at the discretion of the Project Manager and/or Superintendent.  Where 
stockpiles are to be in place longer than 30 days they shall be stabilised.  
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Water shall be prevented from entering the permanent drainage system unless it is sediment free.  Drainage 
pits are to be protected in accordance with the final approved Sedimentation and Erosion Control Plan.  

Temporary sediment traps located at pits shall be retained throughout the early works stage and until the 
appropriate replacement measures for the subsequent stages are installed. 

3.4.4 Land Disturbance 

Where practicable, the soil erosion hazard shall be kept as low as possible.  Limitations to access are to be 
in accordance with the following table: 

Table 3 Limitations to Access 

Land Use Limitation 

Access areas Access is to be limited to the designated work zones via the stabilised site 
access. 

Truck cleaning areas Any truck exiting out of the site shall be thoroughly cleaned and limit the 
exportation of soil and sediment on public roads. 

Remaining 
undisturbed areas 

Access to any undisturbed areas and remaining lands is only permitted with 
permission from the Project Manager and/or Superintendent. 

Any spilled material shall be immediately removed from areas subject to runoff or concentrated flow;   

Trapped sediment shall be removed where the capacity of the sedimentation trapping device falls below 
60%;  

Sedimentation traps are to be inspected after each rainfall event and/or weekly to;  

Ensure that all sediment is removed once the sediment storage zone is full;   

Ensure that outlet and emergency spillway works are maintained in a fully operational condition at all times;  

Ensure rehabilitated lands have effectively reduced the erosion hazard and initiate upgrading or repair as 
appropriate;  

Additional erosion or sediment control works may be required to be constructed as appropriate to ensure the 
protection of downslope lands and waterways;  

Erosion and sediment control measures are to be maintained in a fully functioning condition at all times until 
the site is rehabilitated or secondary stage measures are installed;  

Revegetation schemes are to be adhered to and that any grass coverings are kept healthy, including 
watering and mowing;  

The removal of the temporary soil conservation and sedimentation control structures is to be the last activity 
in the rehabilitation program.  
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4.0 Integrated Water Management Plan 

4.1 Potable Water Consumption 

Reducing potable water demand can be achieved by providing rainwater harvesting and reuse.  Rainwater 
harvesting is designed to provide an alternative source for non-potable water uses for the school.  It 
conserves potable water and reduces the daily water demand.  Rainwater reuse can reduce the volume of 
stormwater leaving the site which is beneficial for water quantity control and puts less pressure on the local 
drainage system. 

Rainwater will be collected via gutters and downpipes from the nominated building and sent to the rainwater 
tank.  A rainwater tank with 30kL of volume is proposed for the development.  The captured rainwater can 
then be used for landscape irrigation systems without additional treatment. 

Further reduction in potable water use can be sought through water efficient landscaping, plumbing fittings 
and appliances.  This is covered in more detail in the Project Sustainability Design Response prepared by 
Stantec. 

4.2 Water Sensitive Urban Design 

The WSUD strategy has been developed based on current best practice, taking guidance from the 
Wentworth Point Precinct DCP as mentioned in Section 3.3. 

The following schemes have been implemented for the integrated water management plan: 

• Reduce potable water demand through rainwater harvesting and reuse. 

• Matching the natural water runoff regime as closely as possible by providing OSD for stormwater 
runoff control, providing GPT and vegetation swales in multiple locations for stormwater quality 
control. 

To comply with council’s WSUD Guidelines, the following WSUD features have been added to the integrated 
water management plan:   

• Pollutant filter baskets are proposed in all surface inlet pits to remove gross pollutants, suspended 
solids and phosphorus/nitrogen nutrients. This will provide primary treatment of runoff from 
hardstand areas.  

• Stormfilter cartridges are proposed to filter flow from hardstand areas and removes gross pollutants, 
sediment particles and nutrients.  The stormfilter cartridges will be located within the OSD tank just 
prior to discharge to ensure capture of majority of the site catchment. 

• Rainwater harvesting and reuse is proposed and will effectively reduce pollutant loads in stormwater 
runoff by retaining them on site, as well as reducing the overall volume of stormwater runoff. 

Vegetated swales were considered for the proposed development however due to the site constraints and 
underlying material; the site was deemed not suitable for such WSUD measures. 

The principles of the proposed WSUD approach are in accordance with the recommendations of the 
Wentworth Point Precinct guidelines and pollution reduction targets are addressed in more detail in Section 
3.3.2. 
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5.0 Flooding 

A flood enquiry has been lodged with Parramatta City Council to obtain the flood planning level relevant to 
the site, however no response has been received at the time of writing of this report. 

A comprehensive flood study and assessment has been completed by Sinclair Knight Merz (SKM) on behalf 
of Parramatta City Council for the lower Parramatta Catchment and is summarised in the Lower Parramatta 
River Flood Risk Management Study and Plan (2005).  This document is publicly available and has been 
used to determine the site flood conditions and flood levels. 

Design flood levels obtained from this study for the 5% AEP, 1% AEP and Probable Maximum Flood (PMF) 
events corresponding to the development area are specified in Table 4. 

Table 4 Design Flood Levels - Extract from Lower Parramatta River Study and Plan (2005), Appendix B 

Flood Event 20% AEP 5% AEP 2% AEP 1% AEP PMF 

Design Flood Level (mAHD) 1.27 1.34 1.39 1.42 2.42 

The Wentworth Point Precinct DCP refers to the Auburn DCP in regard to the flood planning requirements 
for the site.  Auburn’s DCP classifies the proposed development as a commercial facility.  As such, the 
habitable floor level is required to meet the 1% AEP flood level plus freeboard, being 500mm.  In this case, 
the flood planning level is 1.92m AHD. 

The minimum Finished Floor Level (FFL) for the proposed buildings are at RL 4.0m AHD which is above the 
1% AEP flood level plus freeboard of 1.92m AHD.  The proposed FFL is also above the PMF level 
nominated in the SKM report (2.42m AHD). 

The CSIRO and Bureau of Meteorology’s Climate Change in Australia – Projections for Australia’s NRM 
Regions report prepared in 2015 nominates a rise in sea level of 0.84m under the most extreme relative 
concentration pathway (RCP8.5) in the year 2090.  Considering this sea level rise and the PMF level 
obtained from the SKM report gives a worst case flood level of 3.26m AHD.  This is below the proposed 
development FFL and as such, the proposed development would have protection to the 1% AEP flood level, 
PMF level whilst considering climate change. 

The proposed minimum finished floor level of 4.0m AHD will match the existing adjacent primary school floor 
level and therefore reduce the potential risk of flooding or potential inundation as a result of large storm 
events or future sea level rise.  In such an event, internal evacuation and shelter-in-place strategies are 
available. 
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6.0 Conclusion 

This report provides a summary of the proposed concept civil engineering and stormwater management for 
the proposed Sydney Olympic Park High School development.  Stormwater is proposed to comply with the 
relevant statutory requirements including those set out by Council and the Department of Education.  This 
includes provision of on site detention, stormwater quality treatment and sediment and erosion control.  The 
proposed development is located above current and anticipated flood levels and as such, is not impacted by 
flooding. 

Concept engineering plans for the development have been prepared and are attached in Appendix A. 
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Appendix A 

Civil Engineering Plans 
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