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EXECUTIVE SUMMARY 

This report was prepared by Stephen Grubits & Associates (SGA) at the request of Design Inc., 
Australia and assesses the Bushfire Compliance Strategy for Stage 1 of Linfield Learning Village, 
located at 100 Eton Road, Lindfield NSW. The strategy has been assessed with respect to the 
implementation of the bushfire safety measures in the following report:  

 SGA Report 2018/321 R1.2 dated 25 January 2019. 

The inspection of the area and the information examined indicated that the building work relating to 
the Bushfire Compliance Report has been completed in the order shown below. The completed work 
is generally consistent with the specific parameters required by SGA Report 2018/321 R1.2 dated 25 
January 2019, and is expected to comply with the BAL-FZ requirements of AS 3959-2009: 

1. Zone B-G: Work in the remainder of the Stage 1 school that was not complete at the time of 
the last inspection for Zone B-G (Friday 25th January) was subsequently confirmed as 
complete in writing and certificates provided.  

2. Zone A: The work that was unfinished at the time of the last inspection for Zone A (Tuesday 
12th February) was subsequently confirmed as complete through photographic evidence 
provided. 

3. Zone E Music Rooms: The work that was unfinished at the time of the last inspection for Zone 
E Music Rooms (18th February2019) was subsequently confirmed as complete through 
photographic evidence provided. 

However, the work that was unfinished at the time of the last inspection for Auditorium and 
associated auxiliary areas including the Plant Room (8th March 2019) is subject to completion 
and requires photographic evidence for confirmation of finished work. 

Refer to Table 1 for the progress of the various Zones for Stage 1 of the project . 

Zone(s) 
Date 

25/01/2019 12/02/2019 14/02/2019 19/02/2019 08/03/2019 

A 

Not 
Complete 

Complete, 
subject to 

some 
outstanding 

items 
awaiting 

confirmation 
of 

completion. 

Complete Complete Complete 

B-G (excluding 
Auditorium and 
Music Rooms) 

Complete Complete Complete Complete Complete 

Zone E Music 
Rooms 

Not 
Complete 

Not Complete 
Not 

Complete 
Complete Complete 
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Auditorium 
and 
associated 
auxiliary 
areas 
including 
Plant Room 

Not 
Complete 

Not Complete 
Not 

Complete 
Not 

Complete 

Complete, 
subject to 

some 
outstanding 

items awaiting 
confirmation 

of completion. 
Refer to 

Section 5.10 
for details. 

Table 1 – Stage 1 progress update 
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1. INTRODUCTION 

This report was prepared by Stephen Grubits & Associates (SGA) at the request of Design Inc., 
Australia and assesses the Bushfire Compliance Strategy for Stage 1 of Linfield Learning Village, 
located at 100 Eton Road, Lindfield NSW. The strategy has been assessed with respect to the 
implementation of the bushfire safety measures in the following report:  

 SGA Report 2018/321 R1.2 dated 25 January 2019. 

2. PURPOSE 

The purpose of this report is to confirm that the building work relating to the bushfire safety measures 
has been completed and is consistent with the specific parameters required by SGA Report 
2018/321 R1.2.  

3. SCOPE AND ASSUMPTIONS 

3.1. SCOPE 

The scope of this report is limited to the items listed below: 

The scope of this report is limited to the fire-safety issues addressed in SGA Report 2018/321 
R1.2 dated 25 January 2019. 

SGA did not verify evidence unless otherwise stated in this report. 

The inspections undertaken by SGA do not verify the detailed installation requirements of fire 
safety systems. Visual inspections (including the witnessing of commissioning tests as 
appropriate) are limited to verifying that the fire safety systems are consistent with the specific 
parameters that form the basis of the measures addressed in SGA Report 2018/321 R1.2. The 
relevant installation contractor is responsible for certifying the detailed installation requirements 
of fire safety systems.  

While SGA confirms that the certificates provided by others are relevant to and consistent with 
the works carried out, SGA does not endorse the certificates mentioned. The relevant installation 
contractor issuing the certificate is responsible for the accuracy and truth of the certificates.  

The scope of this report relates to the Stage 1 works only, that are to be occupied from 29th 
January 2019 for Zone B-G. Zone A is to be handed over by 12th January 2019. Zone A is a 
separate structure joined by the Link Bridge – openings to the Link Bridge are to be fitted with 
BAL-FZ shutters. Further, Zone E Music Rooms are to be handed over by 19th February 2019 and 
Auditorium (including associated auxiliary areas and plant room) are to be handed over by 9th 
March 2019. The Associated auxiliary areas and the plant room is located on Level 4 and Level 5 
Zones C and E. 

3.2. ASSUMPTIONS 

The SGA Report 2018/321 R1.2 is based on providing bushfire protection measures to the 
external facades and the roofs of the subject buildings. In addition, it is assumed that all other 
work complies with the relevant BCA. SGA has not attempted to ascertain if the BCA has been 
complied with and believes this is the responsibility of the Builder and the Building Certifier to 
ascertain. 



Report 2018/321 R3.4 Bushfire Compliance Strategy Conformance Report – 100 Eton Road, Lindfield NSW Page 7 of 77 

 

Stephen Grubits & Associates Pty Ltd 

4. METHODOLOGY 

The following methodology was used during this assessment and should be considered when 
drawing conclusions from this Report. 

Review SGA Report 2018/321 R1.2 dated 25 January 2019 and compile a table of requirements 
for the building and installed fire safety measures.  

Conduct a visual inspection (including the witnessing of commissioning tests as appropriate) upon 
completion of the works of the requirements specified by SGA Report 2018/321 R1.2.  

Review certification provided by others for works specified by SGA Report 2018/321 R1.2.   

Based on the visual inspection and the certification provided by others, determine whether the 
completed works are considered to be consistent with the requirements specified by SGA Report 
2018/321 R1.2. 

Document the findings in the form of a Conformance Report. 
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5. INSPECTIONS 

SGA staff have inspected the works for Stage 1 of Lindfield Learning Village on 18th, 23rd and 25th of 
January 2019 for Zones B-G; 5th, 8th and 12th of February 2019 for Zone A; 18th of February 2019 for 
Zone Music Rooms and 8th March 2019 for the Auditorium and associated auxiliary areas to assess 
the implementation of the bushfire safety measures required by SGA Report 2018/321 R1.2. 

The measures are indicated in drawing numbers AR-T-320A-AR-T-325C, Rev B, issued on 
17 October 2018 which have been used for the inspections. The drawings are found to generally be 
consistent with the sighted layout of the building. Additionally, the bushfire measures specified in the 
drawings and relevant certification has been examined. Lindfield Learning Centre has been 
separated into Zones A-G which have been inspected independently and documented in Table 
2 – Table 9. Please refer to Appendix A for certificates relating to Zone A, Appendix C for certificates 
relating to Zones B-G, Appendix D for certificates relating to Zone E Music Rooms and Appendix E 
for certificates relating to Auditorium and associated auxiliary areas. Each Bushfire Measure is 
numbered according to the drawings and to SGA Report 2018/321 R1.2. 

5.1. GENERAL ITEMS FOR ZONE B-G (EXCLUDES ZONE E MUSIC ROOMS) 

Bushfire Measure Certification? Inspected? Comment and defects 

1. 1. External Walls – 
School must comprise 
non-combustible 
construction > 90 mm 
thick. 

Existing walls  
Representative 
Sample Sighted 

Walls are existing, and comprise 
brickwork and concrete. 

13. Existing Concrete 
Roofs must have all 
openings sealed, be 
protected by 40 mm 
ballast. 

 

Refer Taylor 
Certificate 

Representative 
Sample sighted 

Conforms. Ballast on roof areas on 
drawings numbers AR-T-238D, 
238G, 237F were sighted.  Level 6 
Zone E Roof not complete at time 
of inspection. 

Drainage openings to be covered 
with ballast. 

Conforms - The items were 
confirmed as rectified by 5 pm 
Friday 25th January and certificate 
provided 

14. Roof Penetrations 
Refer Taylor 
Certificate 

Representative 
Sample sighted 

Does not conform. Drainage 
openings to be covered with 
ballast. This is acceptable provided 
penetrations do not penetrate 
concrete roof slab. 

Conforms - The items were 
confirmed as rectified by 5 pm 
Friday 25th January and certificate 
provided. 

15. Roof fans 
Refer Taylor 
Certificate 

 

Representative 
Sample sighted. 
Protection of 
ductwork not 
sighted. 

Provision of mesh conforms. 
Protection of ductwork not sighted. 

Conforms - The ductwork were 
confirmed as protected by email by 
5 pm Friday 25th January and 
certificate provided. 
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Bushfire Measure Certification? Inspected? Comment and defects 

18. Pump set walls 
Refer Drencher 
Certificate 

 

 

Sighted Conforms. 

Table 2 – General Bushfire Measures 
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5.2. ZONE A  

Bushfire Measure Certification? Inspected? Comments or Defects 

1. External Walls – 
School must 
comprise non-
combustible 
construction > 90 mm 
thick. 

Existing walls  
Representative 
Sample Sighted 

Walls are existing, and comprise 
brickwork and concrete. 

2. Windows that are 
to be replaced with 
BAL-FZ (or FRL -/30/-
) windows 

Certificate 1914A by 
NilFire 

All inspected. Conforms. 

3. Windows that are 
to be retained are to 
be fitted with fire-
resisting FRL -/30/- 
(or BAL-FZ) shutters. 

Certificate C1288 
by Smoke Control 
Systems 

All inspected. 

Conforms, subject to the following:  

 The following fire shutters requires 
rectification works to have its 
bottom track abutting non-
combustible construction on a flat 
surface with aperture less than 
3 mm: 

o Fire shutter spanning 
openings W.T.6A09 and 
W.T.6A10; and 

o Fire shutter spanning 
openingsW.T6A11 and 
W.T.6A12. 

 Fire shutter spanning openings 
W.T.6A09 and W.T.6A10 has a gap 
between the external wall and the 
vertical frame which is required to 
be sealed with non-combustible 
material. 

The above items were confirmed as 
rectified through photographic 
evidence received on 13th and 14th 
February 2019. Refer to Appendix B 
for photographs of the rectification 
work. 

Further, at the time of inspection, 
SGA did not witness the operation of 
the fire shutters. Therefore, SGA 
expects that the fire shutters operate 
as per the certificate provided. 

5. External solid 
doors– to be replaced 
with doors achieving 
FRL -/30/- OR doors 
passing AS 1530.8.2. 

Certificate by 
Knowit Contractors 
regarding fire doors 

All inspected. Conforms. 
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Bushfire Measure Certification? Inspected? Comments or Defects 

6. External glazed 
egress doors – to be 
replaced with doors 
passing AS 1530.8.2. 

Certificate 1914A by 
NilFire 

All inspected. Conforms. 

7. External glazed 
non-egress doors are 
to be fitted with fire-
resisting FRL -/30/- 
(or BAL-FZ) shutters. 

Certificate C1288 
by Smoke Control 
Systems 

All inspected. 

Conforms. 

At the time of inspection, SGA did not 
witness the operation of the fire 
shutters. Therefore, SGA expects that 
the fire shutters operate as per the 
certificate provided. 

8. Weepholes /Joints 
are to be sealed such 
that openings are 
3 mm or less. 

Certificate by 
Conrina Remedial 
Building Solutions 
regarding  

Representative 
Samples 
Sighted. 

Representative sample conforms. 

Only representative samples have 
been inspected and SGA expects all 
weepholes/joints are to comply with 
the subject bushfire measure. 

9. Louvres or 
Ventilation openings 
are to be screened 
with mesh in which 
the aperture is 3 mm 
or less. 

Certificate by 
Smoke Control 
Systems regarding 
ember mesh 

All inspected. 

Conforms, subject to the following: 

 The louvre located on the northern 
external wall of Level 4 must be 
protected with ember-proof mesh 
with aperture less than 3 mm; 

 The ember mesh screens located 
on the western internal wall of the 
gymnasium have gaps between 
the wall and the vertical frame, 
which must be sealed with non-
combustible material and have 
aperture less than 3 mm. 

The above items were confirmed as 
rectified through photographic 
evidence received on 13th February 
2019. 

11. Light fitting in 
external walls. 

Certificate by Aston 
Group Electrical 
Contractors 

Representative 
Samples 
Sighted. 

Conforms, subject to photographic 
evidences showing that the gaps 
between the metal plate the brick 
work have been sealed. Photographic 
evidence is required for the above 
item to be completed. 

The above items were confirmed as 
rectified through representative 
number of photographs for the light 
fittings received on 13th February 
2019. 
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Bushfire Measure Certification? Inspected? Comments or Defects 

12. Existing Steel 
Roof is to be made of 
non-combustible 
external layer. 

Certificate by AGF 
Metal Roofing 
regarding roof 
coverings and 
sarking 

Representative 
Areas Sighted. 

Conforms. 

13. Existing Concrete 
Roofs must have all 
openings sealed, be 
protected by 40 mm 
ballast. 

Certificate by The 
Superseal Group 
(NSW) regarding 
ballast 

Level 6 
inspected and 
Level 7 (Roof 
Level) could not 
be accessed at 
the time of 
inspection. 

Conforms, subject to photographic 
evidence showing that certain 
portions of Level 7 (Roof Level) have 
been protected by the ballasts. 

The above items were confirmed as 
rectified through photographic 
evidence received on 13th February 
2019. 

14. Roof Penetrations 

Certificate by the 
Bluewater Group 
NSW regarding roof 
penetration fire 
seals 

Level 7 (Roof 
Level) could not 
be accessed at 
the time of 
inspection. 

Conforms, subject to the following: 

 Photographic evidence showing 
that the fume cupboard 
extraction pipework (potentially 
PVC material) has been 
enclosed with non-combustible 
material as a minimum 
requirement; and 

 Photographic evidence showing 
that the pipework penetrating 
Level 6 southern balcony has 
been covered with a dome. 

The above items were confirmed as 
rectified through photographic 
evidence received on 13th and 14th 
February 2019. Refer to Appendix B 
for photographs of the pipework 
rectification work. 

16. Underside of 
Floors to be installed 
with fibre-cement 
lining complying with 
“fire protective 
covering” as per NCC 
2016 Amendment 1. 

Certificate by 
Auzoom Projects 
regarding fibre 
cement lining 

All inspected. Conforms. 

17. Large Ventilation 
openings or Louvres 
in external walls 
opening into occupied 
areas/areas with 
combustibles to be 
fitted with fire 
shutters. 

Certificate C1288 
by Smoke Control 
Systems 

All inspected. 

Conforms, based on certification. 

Fire shutters were inspected and 
confirmed to be present, however at 
the time of inspection, SGA did not 
witness the operation of the fire 
shutters. Therefore, SGA expects that 
the fire shutters operate as per the 
certificate provided. Further, it is 
expected that any gaps larger than 
3 mm (or the width permitted by the 
AS 1530.8.2 test certificate) after the 
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Bushfire Measure Certification? Inspected? Comments or Defects 

fire shutter is closed to be sealed or 
protected with ember-proof mesh. 

Dust Extraction duct 
penetrating the 
eastern external wall 
on Level 5. 

Certificate by 
Climatech NSW 
regarding fire 
damper 

Fire damper 
could not be 
inspected. 

Conforms, based on review of 
certification only. 

SGA expects that the fire damper has 
installed within the wall, as per the 
certificate. 

Table 3 – Zone A Bushfire Measures 
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5.3. ZONE B  

Bushfire Measure Certification? Inspected? Comments or Defects 

3. Windows that are to 
be retained are to be 
fitted with fire-resisting 
FRL -/30/- (or BAL-FZ) 
shutters. 

Refer  
Certificate 1914 
by NilFire 

All inspected 

The following fire shutters were 
witnessed to not shut completely as 
required: 

1. W.T.4B01 
2. W.T.4B02 
3. W.T.4B03 
4. W.T.5B15 

Conforms - These items were confirmed 
as rectified by 5 pm Friday 25th January 
and certificate provided. 

6. External glazed 
egress doors – to be 
replaced with doors 
passing AS 1530.8.2. 

Refer 
Certificate 
C1286 

All inspected Conforms. 

7. External glazed 
non-egress doors are 
to be fitted with fire-
resisting FRL -/30/- (or 
BAL-FZ) shutters. 

Refer  
Certificate 1914 
by NilFire 

All inspected  

Fire shutter installed to D.T.6B22 was 
noted to not be installed within frame.  

Fire Shutter installed to W.T.6B06 
contains a gap underneath > 3mm.  

 

Conforms - The items were confirmed as 
rectified by 5 pm Friday 25th January 
and certificate provided. 

8. Weepholes /Joints 
are to be sealed such 
that openings are 3 
mm or less. 

Refer Taylor 
Certificate 

Representative 
Sample 

Conforms. 

Table 4 - Zone B Bushfire Measures 
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5.4. ZONE C  

Bushfire Measure Certification? Inspected? Defect/s 

2. Windows that are to 
be replaced with BAL-
FZ (or FRL -/30/- ) 
windows 

Refer  
Certificate 1914 
by NilFire 

All inspected Conforms.  

3. Windows that are to 
be retained are to be 
fitted with fire-resisting 
FRL -/30/- (or BAL-FZ) 
shutters. 

Refer 
Certificate 
C1286 

All inspected 

The following fire shutters were 
witnessed to not shut completely as 
required: 

1. W.T.4C01 
2. W.T.4C03 
3. W.T.5B15 

The following fire shutters were 
witnessed to have gaps due to framing 
not being completely installed and 
sealed: 

4. W.T.5C19 
5. W.T.5C20 
6. W.T.6C21 
7. W.T.6C22 

Conforms – These seven items were 
confirmed as rectified by 5 pm Friday 
25th January and certificate provided. 

5. External solid 
doors– to be replaced 
with doors achieving 
FRL -/30/- OR doors 
passing AS 1530.8.2 

Refer 
Certificate by 
Knowit 
Contractors  

 
Certificate sighted – replaced doors 
generally sighted, door tags not yet 
installed. 

6. External glazed 
egress doors– to be 
replaced with doors 
passing AS 1530.8.2 

Refer  
Certificate 1914 
by NilFire 

- Conforms. 

Table 5 - Zone C Bushfire Measures 
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5.5. ZONE D  

Bushfire Measure Certification? Inspected? Comment and defects 

2. Windows that are to 
be replaced with BAL-
FZ (or FRL -/30/- ) 
windows 

Refer  
Certificate 1914 
by NilFire 

- All inspected 

Conforms - Inspected windows that are 
replaced above main entranceway 
(WT5D11). Stamp to bottom right hand 
corner sighted (but not legible). 

3. Windows that are to 
be retained are to be 
fitted with fire-resisting 
FRL -/30/- (or BAL-FZ) 
shutters. 

Refer 
Certificate 
C1286 

All inspected 

Conforms – Inspected windows on 
Northern Façade, fire shutters sighted 
when closed. WT6D01,2,3,4,5,6,7. 

 

Inspected windows on Eastern Façade 
(cafeteria), fire shutters sighted when 
open (not yet complete). 

Conforms - The items were confirmed 
as rectified by 5 pm Friday 25th January 
and certificate provided. 

5. External solid doors 
– to be replaced with 
doors achieving FRL -
/30/- OR doors passing 
AS 1530.8.2 

Refer 
Certificate by 
Knowit 
Contractors  

Representative 
sample inspected 

Certificate sighted – replaced doors 
generally sighted, door tags not yet 
installed. 

6. External glazed 
egress doors – to be 
replaced with doors 
passing AS 1530.8.2 

Refer  
Certificate 1914 
by NilFire 

All inspected 
Conforms – main entranceway doors 
sighted. 

Table 6 - Zone D Bushfire Measures 



Report 2018/321 R3.4 Bushfire Compliance Strategy Conformance Report – 100 Eton Road, Lindfield NSW Page 17 of 77 

 

Stephen Grubits & Associates Pty Ltd 

5.6. ZONE E  

NOTE: NORTHERN FAÇADE OF MUSIC ROOM EXCLUDED FROM INSPECTION – THIS IS NOT 
COMPLETE AND DOES NOT CONFORM, AND IS TO BE SEPARATED BY FRL (120)/120/120 
FROM REST OF ZONE E. 

Bushfire Measure Certification? Inspected? Comment and defects 

2. Windows that are to 
be replaced with BAL-
FZ (or FRL -/30/- ) 
windows 

Refer  
Certificate 1914 
by NilFire 

All inspected 
Conforms - Windows above door to F1 
stair sighted.  

3. Windows that are to 
be retained are to be 
fitted with fire-resisting 
FRL -/30/- (or BAL-FZ) 
shutters. 

Refer 
Certificate 
C1286 

All inspected 

Conforms - Shutters to WTL6E01,2,3 
sighted. 

Conforms - Shutters to WT4E02,3 
sighted. 

 

5. External solid doors 
– to be replaced with 
doors achieving FRL -
/30/- OR doors passing 
AS 1530.8.2 

Refer 
Certificate by 
Knowit 
Contractors  

Representative 
sample inspected 

Certificate sighted – replaced doors 
generally sighted, door tags not yet 
installed. 

6. External glazed 
egress doors – to be 
replaced with doors 
passing AS 1530.8.2 

Refer  
Certificate 1914 
by NilFire 

All inspected 

Conforms – Level 5E door from E1 
sighted. 

 

Does not conform – Level 4E exit doors 
not sighted. These doors are part of the 
Music Rooms and Auditorium and are to 
be separated from the occupied school 
by fire-resisting construction achieving 
an FRL of (120)/120/120.  

10. Ventilation 
openings or Louvres in 
external walls opening 
into occupied 
areas/areas with 
combustibles 

- - 

Does not conform – Louvres to Plant 
Room Window WTL5E02 not sighted – 
this is part of the Auditorium fire 
compartment and is not complete at the 
time of this report. This area is to be 
separated from the occupied school by 
fire-resisting construction achieving an 
FRL of (120)/120/120. 

17. Large Ventilation 
openings or Louvres in 
external walls opening 
into occupied 
areas/areas with 
combustibles to be 
fitted with fire shutters 

  

Conforms – Fire Shutters sighted. Noted 
that this is part of the Auditorium fire 
compartment and is not complete at the 
time of this report. This area is to be 
separated from the occupied school by 
fire-resisting construction achieving an 
FRL of (120)/120/120. 

Table 7 - Zone E Bushfire Measures 
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5.7. ZONE F  

Bushfire Measure Certification? Inspected? Defect/s 

3. Windows that are to 
be retained are to be 
fitted with fire-resisting 
FRL -/30/- (or BAL-FZ) 
shutters. 

Refer 
Certificate 
C1286 

Inspected. 

Tear out of frame noted on Gridline 6080 
and 3880. 

Conforms - The items were confirmed 
as rectified by 5 pm Friday 25th January 
and certificate provided. 

Table 8 - Zone F Bushfire Measures 

5.8. ZONE G  

Bushfire Measure 
Completely 
Inspected 

Inspected? Defect/s 

2. Windows that are to 
be replaced with BAL-
FZ (or FRL -/30/- ) 
windows 

Refer  
Certificate 
1914 by 
NilFire 

- Conforms. 

3. Windows that are to 
be retained are to be 
fitted with fire-resisting 
FRL -/30/- (or BAL-FZ) 
shutters. 

Refer 
Certificate 
C1286 

- Conforms. 

6. External glazed 
egress doors – to be 
replaced with doors 
passing AS 1530.8.2 

Refer  
Certificate 
1914 by 
NilFire 

- Conforms. 

Table 9 - Zone G Bushfire Measures 
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5.9. ZONE E MUSIC ROOMS 

Bushfire Measure Certification? Inspected? Comments or Defects 

1. External Walls – 
School must 
comprise non-
combustible 
construction > 90 mm 
thick. 

Not required 
Representative 
Sample Sighted. 

Walls are existing, and comprise 
brickwork and concrete. 

3. Windows that are 
to be retained are to 
be fitted with fire-
resisting FRL -/30/- 
(or BAL-FZ) shutters. 

Certificate C1288 
by Smoke Control 
Systems 

All inspected. 

Conforms, subject to the following:  

 Fire shutter installed in the opening 
W.T.4E03 has a gap between the 
bottom of the vertical frame and 
the brick window seal which is 
required to be sealed with non-
combustible material. 

The above items were confirmed as 
rectified through photographic 
evidence received on 19th February 
2019. 

Further, at the time of inspection, 
SGA did not witness the operation of 
the fire shutters. Therefore, SGA 
expects that the fire shutters operate 
as per the certificate provided. 

5. External solid 
doors– to be replaced 
with doors achieving 
FRL -/30/- OR doors 
passing AS 1530.8.2. 

Certificate by 
Knowit Contractors 
regarding fire doors 

All inspected. Conforms. 

8. Weepholes /Joints 
are to be sealed such 
that openings are 
3 mm or less. 

Certificate by 
Conrina Remedial 
Building Solutions 
regarding  

Representative 
Samples 
Sighted. 

Representative sample conforms. 

Only representative samples have 
been inspected and SGA expects all 
weepholes/joints are to comply with 
the subject bushfire measure. 

13. Existing Concrete 
Roofs must have all 
openings sealed, be 
protected by 40 mm 
ballast. 

Certificate by The 
Superseal Group 
(NSW) regarding 
ballast 

All inspected. 

Conforms, subject to the following:  

 Parts of the roof has not been 
protected by ballast and 
photographic evidence to be 
provided showing that the all of the 
roof is protected by the ballast. 

The above items were confirmed as 
rectified through photographic 
evidence received on 19th February 
2019. 
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Bushfire Measure Certification? Inspected? Comments or Defects 

15. Roof fans 
Certificate by 
Climatech NSW 

All inspected. Conforms. 

Table 10 – Zone E Music Rooms Bushfire Measures 
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5.10 AUDITORIUM AND ASSOCIATED AUXILLIARY AREAS INCLUDING PLANT ROOM 

Bushfire Measure Certification? Inspected? Comments or Defects 

2. Windows that are 
to be replaced with 
BAL-FZ (or FRL -/30/- 
) windows 

Refer  Certificate 
1914 by NilFire 

All inspected. Conforms. 

5. External solid 
doors– to be replaced 
with doors achieving 
FRL -/30/- OR doors 
passing AS 1530.8.2. 

Certificate by 
Knowit Contractors 
regarding fire doors 

All inspected. 

Conforms, Doors were present 
however FRL tags were not in place. 
Therefore conformance is subject to 
the following: 

 Photographic evidence showing 
the door tags with the 
appropriate FRL. 

6. External glazed 
egress doors – to be 
replaced with doors 
passing AS 1530.8.2 

Refer  Certificate 
1914 by NilFire 

All inspected Conforms. 

8. Weepholes /Joints 
are to be sealed such 
that openings are 
3 mm or less. 

Certificate by 
Conrina Remedial 
Building Solutions 
regarding  

Representative 
Samples 
Sighted. 

Conforms. 

9. Louvres or 
ventilation openings 
into ducts/areas with 
no combustibles. 

Certificate by 
Climatech NSW 

Representative 
Samples 
Sighted. 

Conforms, subject to the following:  

 Small louvres located on the 
western external wall of the 
plant room in Zone E must be 
protected with ember-proof 
mesh with aperture less than 
3mm. 

13. Existing Concrete 
Roofs must have all 
openings sealed, be 
protected by 40 mm 
ballast. 

Certificate by The 
Superseal Group 
(NSW) regarding 
ballast 

All inspected. 

Conforms, subject to the following: 

 Photographic evidence showing 
that the ballasts have been laid 
throughout the auditorium roof. 

14. Roof Penetrations 
Certificate by 
Climatech NSW 

All inspected. 

Conforms, subject to the following: 

 Photographic evidence showing 
the completion of the ductwork 
installation. 
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Bushfire Measure Certification? Inspected? Comments or Defects 

15. Roof fans 
Certificate C1301 
by Smoke Control 
Systems 

All inspected. 

Conforms, subject to the following: 

 Photographic evidence showing 
the installation of all the 
shutters to the smoke extraction 
system. Any gaps between the 
ductwork and the shutter shall 
be sealed of appropriately. 

17. Large Ventilation 
openings or Louvres 
in external walls 
opening into occupied 
areas/areas with 
combustibles to be 
fitted with fire 
shutters. 

Certificate C1288 
by Smoke Control 
Systems 

All inspected. 

Conforms, subject to the following:  

 Fire shutter spanning opening 
W.T.L5E01 (Level 5 Zone E) 
requires rectification works to 
have its bottom track abutting 
non-combustible construction 
on a flat surface with aperture 
less than 3 mm. 

Fire-resisting roller 
shutter on the loading 
dock entrance. 

Certificate by Able 
Door Services 
(NSW) 

This is regarding 
the loading dock 
roller shutter 
located on Level 
4 Zone C 
(Opening 
D.T.4C12). 

Conforms. 

Fire-resisting 
construction on the 
loading dock 
entrance. 

Certificate by 
Auzoom Projects 

All inspected. Conforms. 

Table 11 – Auditorium and Associated Auxiliary Areas including Plant Room 
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6. SUMMARY 

The inspection of the area and the information examined indicated that the building work relating to 
the Bushfire Compliance Report has been completed in the order shown below. The completed work 
is generally consistent with the specific parameters required by SGA Report 2018/321 R1.2 dated 25 
January 2019: 

4. Work in the remainder of the Stage 1 school that was not complete at the time of the last 
inspection for Zone B-G (Friday 25th January) was subsequently confirmed as complete in 
writing and certificates provided.  

5. The work that was unfinished at the time of the last inspection for Zone A (Tuesday 12 th 
February) was subsequently confirmed as complete through photographic evidence provided. 

6. The work that was unfinished at the time of the last inspection for Zone E Music Rooms 
(Monday 18th February) was subsequently confirmed as complete through photographic 
evidence provided. Refer to Table 1 for the progress of the various Zones for Stage 1 of the 
project.  

7. The completed work for Zones A-G and Zone E Music Rooms is generally consistent with the 
specific parameters required by SGA Report 2018/321 R1.2 dated 25 January 2019, and is 
expected to comply with the BAL-FZ requirements of AS 3959-2009. Inspection for the subject 
zone was undertaken on 18 February 2019. 

8. The completed work for the Auditorium and associated auxiliary areas including the Plant 
Room is generally consistent with the specific parameters required by SGA Report 2018/321 
R1.2 dated 25 January 2019, and is expected to comply with the BAL-FZ requirements of 
AS 3959-2009. Inspection for the subject zone was undertaken on 8 March 2019. 
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The following documentation was used in the preparation of the report: 

 Fire Safety Strategy Report, 2018/321 R1.2, 25 January 2019, Stephen Grubits & 
Associates;  

 AS 3959 – 2009 Amendment 3 Construction of buildings in bushfire-prone areas, 2009 
Standards Australia. 
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APPENDIX A. ZONE A CERTIFICATION 
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APPENDIX B. ZONE A PHOTOGRAPHS 
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APPENDIX C. ZONES B-G CERTIFICATION 
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APPENDIX D. ZONE E MUSIC ROOMS CERTIFICATION 

 
 



Report 2018/321 R3.4 Bushfire Compliance Strategy Conformance Report – 100 Eton Road, Lindfield NSW Page 57 of 77 

 

Stephen Grubits & Associates Pty Ltd 

 
 
 



Report 2018/321 R3.4 Bushfire Compliance Strategy Conformance Report – 100 Eton Road, Lindfield NSW Page 58 of 77 

 

Stephen Grubits & Associates Pty Ltd 

 



Report 2018/321 R3.4 Bushfire Compliance Strategy Conformance Report – 100 Eton Road, Lindfield NSW Page 59 of 77 

 

Stephen Grubits & Associates Pty Ltd 

 



Report 2018/321 R3.4 Bushfire Compliance Strategy Conformance Report – 100 Eton Road, Lindfield NSW Page 60 of 77 

 

Stephen Grubits & Associates Pty Ltd 

 
 



Report 2018/321 R3.4 Bushfire Compliance Strategy Conformance Report – 100 Eton Road, Lindfield NSW Page 61 of 77 

 

Stephen Grubits & Associates Pty Ltd 

APPENDIX E. AUDITORIUM AND ASSOCIATED AUXILLIARY AREAS INCLUDING PLANT 
ROOM 
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APPENDIX F. AUDITORIUM AND ASSOCIATED AUXILLIARY AREAS INCLUDING PLANT 
ROOM PHOTOGRAPHS 

 


