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Note:

1.This design is compliant with the requirements of Australian
Standards AS2560.2.3-2007 'Lighting of Football' Semi-Pro level -
Semi-Pro Comp, however it should be taken as provisional on
as all dimension, pole locations and heights must be confirmed
before installation.

2. An assessment of the floodlight system in accordance with the
requirements of AS/NZS 4282-2019 'The obtrusive effect of outdoor
lighting' has been performed and the system is fully compliant for
non-curfew Lvl 1, A3 Zone.

3. The pole heights specified in this design proposal should be taken as
notional and are taken as the vertical distance from the base of the pole
to the top cross-arm and assumes that the base is at the same relative
height as the centre of the field. They therefore do not take into
consideration the topography of the site. An analysis of the site
topography should be taken into account when determining the actual
required heights of each poles.

(All On)

Luminaire Schedule
Scene: All On
Symbol

Luminaire Location Summary
Scene: All On

Label Qty Description Lum. Watts

LumNo Label Pole X

Lumens/Lamp LLF

Y Z X-Aimpt

Calculation Summary
Scene: All On

Y-Aimpt Orient Tilt Switched

CP3 A60 757 GY 8 ChampionPro396L105-757 A60V2-Gmask 1380 84814 0.850

Tilt
1 CP3 A60 757 A 35 -28.2 18

Label Description Avg Max Min Min/Avg Min/Max
Basketball 1 Horizontal Illuminance on field at 0m from ffl

2.194 -0.672 140 12 On 67
2 CP3 A60 757

207.44 263 143 0.69 0.54
Basketball 2 Horizontal Illuminance on field at 0m from ffl

A 35 -28.2 18

236.76 334

15.558 9.958

156 0.66 0.47
Sports Field Horizontal Illuminance @ Ground Level 204.74 257

CP3 A60 757 8

117 12 On 67
3

ChampionPro396L105-757 A60V2 1380 130393 0.850

122 0.60 0.47

CP3 A60 757 BK A 35 -28.2 18 8 -43.788 210

Ev Spill - Nth_Cd_Seg1

5 On 60
4

Vertical Spill Illuminance on Buckland St Residential Boundary 4522 8634

CP3 A60 757 GY A 35 -28.2 18 -4.051

2605 0.58 0.30

-17.736 165 11 On 66
5 CP3 A60 757 GY A 35 -28.2

Ev Spill - Nth_Ill_Seg1 Vertical Spill Illuminance on Buckland St Residential Boundary 3.37 7.8 0.4 0.12 0.05
TI_2

CP3 A60 757 BK 4 ChampionPro396L105-757 A60V2-Bmask

18 -3.015 -34.903 190 10 On

1380 77301 0.850

65

Threshold Increment on Buckland St, heading east 0.89

CP2 A45 757 4 ChampionPro264L105-757 A45 920 98059

6 CP3 A60 757 GY B -37.2 -28.2 18 0.815 -34.903 350 10 On 65

2 0 0.00 0.00

0.850

TI_1 Threshold Increment on Buckland St, heading west 1.45 3 0 0.00

7 CP3 A60 757 B -37.2 -28.2 18 -2.12 -3.636 35 12 On 67
8 CP3 A60 757 BK B -37.2 -28.2 18 -5.723 -44.238 333 8 On 63
9 CP3 A60 757 GY B -37.2 -28.2 18 1.851 -17.736 15 11 On 66
10 CP3 A60 757 B -37.2 -28.2 18 -17.758 9.958 63 12 On 67
11 CP3 A60 757 GY C -37.2 28.2 18 1.851 17.736 345 11 On 66
12 CP3 A60 757 GY C -37.2 28.2 18 0.815 34.903 10 10 On 65
13 CP3 A60 757 C -37.2 28.2 18 -17.758 -9.958 297 12 On 67
14 CP3 A60 757 BK C -37.2 28.2 18 -5.723 44.238 27 8 On 63
15 CP3 A60 757 C -37.2 28.2 18 -2.12 3.636 325 12 On 67
16 CP3 A60 757 GY D 35 28.2 18 -3.015 34.903 170 10 On 65
17 CP3 A60 757 GY D 35 28.2 18 -4.051 17.736 195 11 On 66
18 CP3 A60 757 D 35 28.2 18 15.558 -9.958 243 12 On 67
19 CP3 A60 757 D 35 28.2 18 2.194 0.672 220 12 On 67
20 CP3 A60 757 BK D 35 28.2 18 8 43.788 150 5 On 60
21 CP2 A45 757 E -82.201 38.352 12 -69.166 41.58 13.908 5 On 48
22 CP2 A45 757 F -82.201 27.508 12 -69.166 24.28 346.092 5 On 48
23 CP2 A45 757 G -46.005 38.352 12 -59.04 41.58 166.092 5 On 48
24 CP2 A45 757 H -46.005 27.508 12 -59.04 24.28 193.908 5 On 48
Total Quantity: 24

0.00

Semi-Professional level - Semi-Pro Competition (On A1)
Scale= 1: 300
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125 144 167 166 193 209 191 212 242 194 183 145 124

167 178 210 231 227 246 234 224 240 251 214 177 160

193 205 224 245 207 203 215 187 199 247 220 204 181

218 234 229 246 204 188 189 187 209 232 227 236 193

220 232 235 236 201 187 192 180 193 224 229 235 198

190 216 246 243 222 220 216 186 208 240 229 195 173

156 220 257 215 202 208 207 194 201 228 241 178 142

161 211 242 197 170 182 203 204 201 233 254 191 137

157 188 195 171 158 198 221 225 218 227 219 180 125

154 186 202 177 163 200 222 225 219 229 209 183 128

153 214 242 197 178 187 204 202 202 240 254 197 139

154 217 246 212 204 204 205 196 203 234 254 189 144

193 212 242 241 215 210 213 193 217 247 235 201 175

232 235 235 229 193 186 193 182 201 231 232 235 198

237 239 230 242 203 188 190 189 212 237 230 239 194

216 213 228 246 207 203 216 188 201 251 223 206 180

187 186 212 231 228 247 234 225 242 254 216 176 159

140 150 168 166 192 209 192 213 244 196 184 144 122
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146 149 160 189 212 193 159

188 181 183 213 240 215 178

224 206 197 213 245 231 196

241 222 208 216 249 247 211

263 236 214 212 228 229 203

259 236 215 207 201 187 176

256 234 216 205 188 165 161

259 236 214 207 201 187 175

262 236 214 211 227 228 202

239 220 206 214 246 244 207

223 204 194 211 242 227 191

185 178 180 210 236 210 172

143 146 157 185 206 187 152

169 210 236 221 201 200 208

188 232 265 246 226 234 252

205 248 270 247 240 261 291

221 264 273 250 253 279 310

213 246 253 246 260 294 334

185 203 225 241 259 293 330

169 181 210 236 258 288 324

183 201 221 235 252 285 321

209 240 245 236 247 279 316

214 255 262 235 235 257 285

196 236 255 229 218 234 261

177 218 247 225 200 203 216

156 193 216 197 173 166 168
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(Basketball-200Lux)

Note:

1.This design is compliant with the requirements of Australian
Standards AS2560.2.3-2007 'Lighting of Football' Semi-Pro level -
Semi-Pro Comp, however it should be taken as provisional on
as all dimension, pole locations and heights must be confirmed
before installation.

2. An assessment of the floodlight system in accordance with the
requirements of AS/NZS 4282-2019 'The obtrusive effect of outdoor
lighting' has been performed and the system is fully compliant for
non-curfew Lvl 1, A3 Zone.

3. The pole heights specified in this design proposal should be taken as
notional and are taken as the vertical distance from the base of the pole
to the top cross-arm and assumes that the base is at the same relative
height as the centre of the field. They therefore do not take into
consideration the topography of the site. An analysis of the site
topography should be taken into account when determining the actual
required heights of each poles.

Luminaire Location Summary
Scene: Basketball
LumNo Label Pole X Y Z

Luminaire Schedule
Scene: Basketball
Symbol Label

X-Aimpt Y-Aimpt Orient Tilt Switched

Qty Description Lum. Watts Lumens/Lamp LLF

Tilt
1 CP3 A60 757 A 35 -28.2 18 2.194 -0.672 140 12 Off 67
2 CP3 A60 757 A 35

CP3 A60 757 GY

-28.2 18 15.558 9.958 117 12 Off 67
3

8 ChampionPro396L105-757 A60V2-Gmask 1380 84814

CP3 A60 757 BK

Calculation Summary
Scene: Basketball
Label Description

A 35 -28.2 18 8 -43.788 210 5 Off

Avg

0.850

Max Min Min/Avg Min/Max
Basketball 1 Horizontal Illuminance on field at 0m from ffl 203.01 260

60
4 CP3 A60 757 GY A 35 -28.2 18

142 0.70 0.55

-4.051 -17.736 165 11 Off 66

CP3 A60 757 8 ChampionPro396L105-757 A60V2 1380 130393

5 CP3 A60 757 GY A 35 -28.2

0.850

18 -3.015 -34.903 190 10 Off 65
6

Basketball 2 Horizontal Illuminance on field at 0m from ffl 203.08 261 142

CP3 A60 757 BK 4 ChampionPro396L105-757 A60V2-Bmask 1380 77301

0.70 0.54
Sports Field Horizontal Illuminance @ Ground Level 0.90

0.850

CP3 A60 757 GY B -37.2 -28.2 18 0.815 -34.903 350

21 0 0.00 0.00
Ev Spill - Nth_Cd_Seg1 Vertical Spill Illuminance on Buckland St Residential Boundary 1828 3970 379 0.21 0.10
Ev Spill - Nth_Ill_Seg1

10 Off 65
7 CP3 A60 757 B -37.2 -28.2 18 -2.12 -3.636

Vertical Spill Illuminance on Buckland St Residential Boundary 0.67 2.8 0.0 0.00 0.00
TI_2

920 98059 0.850

35 12 Off 67

CP2 A45 757 4 ChampionPro264L105-757 A45

Threshold Increment on Buckland St, heading east 0.20 1 0

8 CP3 A60 757 BK B -37.2 -28.2 18 -5.723 -44.238 333 8 Off 63
9 CP3 A60 757 GY B -37.2 -28.2 18 1.851 -17.736 15 11 Off 66
10 CP3 A60 757 B -37.2 -28.2 18 -17.758 9.958 63 12 Off 67
11 CP3 A60 757 GY C -37.2 28.2 18 1.851 17.736 345 11 Off 66
12 CP3 A60 757 GY C -37.2 28.2 18 0.815 34.903 10 10 Off 65
13 CP3 A60 757 C -37.2 28.2 18 -17.758 -9.958 297 12 Off 67
14 CP3 A60 757 BK C -37.2 28.2 18 -5.723 44.238 27 8 Off 63
15 CP3 A60 757 C -37.2 28.2 18 -2.12 3.636 325 12 Off 67
16 CP3 A60 757 GY D 35 28.2 18 -3.015 34.903 170 10 Off 65
17 CP3 A60 757 GY D 35 28.2 18 -4.051 17.736 195 11 Off 66
18 CP3 A60 757 D 35 28.2 18 15.558 -9.958 243 12 Off 67
19 CP3 A60 757 D 35 28.2 18 2.194 0.672 220 12 Off 67
20 CP3 A60 757 BK D 35 28.2 18 8 43.788 150 5 Off 60
21 CP2 A45 757 E -82.201 38.352 12 -69.166 41.58 13.908 5 On 48
22 CP2 A45 757 F -82.201 27.508 12 -69.166 24.28 346.092 5 On 48
23 CP2 A45 757 G -46.005 38.352 12 -59.04 41.58 166.092 5 On 48
24 CP2 A45 757 H -46.005 27.508 12 -59.04 24.28 193.908 5 On 48
Total Quantity: 24

0.00 0.00
TI_1 Threshold Increment on Buckland St, heading west 0.73 1 0 0.00 0.00

Semi-Professional level - Semi-Pro Competition (On A1)
Scale= 1: 300
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1 0 0 0 0 0 0 0 0 0 0 0 0

1 1 0 0 0 0 0 0 0 0 0 0 0

1 1 1 0 0 0 0 0 0 0 0 0 0

2 1 1 1 0 0 0 0 0 0 0 0 0

4 2 1 1 1 0 0 0 0 0 0 0 0

6 3 2 1 1 0 0 0 0 0 0 0 0

12 6 3 2 1 1 0 0 0 0 0 0 0

20 8 5 3 1 1 0 0 0 0 0 0 0

21 11 7 4 2 1 1 0 0 0 0 0 0

20 9 5 3 2 1 1 0 0 0 0 0 0

14 6 3 2 1 1 0 0 0 0 0 0 0

143 145 155 183 205 185 149

185 177 179 208 233 207 168

221 202 192 208 239 223 186

238 219 204 211 243 240 202

260 233 211 207 222 222 194

257 233 211 203 195 180 167

254 231 212 201 183 159 153

257 233 211 203 196 181 168

260 233 211 207 223 222 195

238 218 204 211 243 239 201

221 202 192 208 239 223 185

184 176 178 207 233 207 168

142 144 155 182 204 184 148

149 185 205 183 155 145 143

168 207 233 207 179 177 185

186 223 239 208 192 202 222

202 240 242 211 204 219 238

194 222 222 207 211 233 261

167 181 196 203 211 233 257

153 159 183 201 213 231 254

168 181 196 203 211 233 257

195 222 223 207 211 233 260

202 240 243 211 204 218 238

186 223 239 208 192 202 221

168 207 233 207 178 176 184

148 184 204 182 155 144 142

11111111111111111111111111111111111111111111111000000000

1 1 1 1 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

2.2 2.5 2.7 2.8 2.8 2.8 2.8 2.7 2.6 2.3 2.0 1.7 1.3 1.0 0.8 0.6 0.5 0.4 0.3 0.2 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.11.9 2.2 2.4 2.5 2.5 2.5 2.5 2.4 2.3 2.0 1.8 1.5 1.2 0.9 0.7 0.5 0.4 0.3 0.3 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.01.7 1.9 2.1 2.2 2.2 2.2 2.2 2.1 2.0 1.8 1.5 1.3 1.0 0.8 0.6 0.5 0.4 0.3 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.01.4 1.7 1.8 1.9 1.9 1.9 1.9 1.8 1.7 1.5 1.3 1.1 0.9 0.7 0.5 0.4 0.3 0.2 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.01.2 1.4 1.5 1.6 1.6 1.6 1.6 1.6 1.5 1.3 1.1 1.0 0.8 0.6 0.4 0.3 0.3 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.01.0 1.2 1.3 1.3 1.3 1.3 1.3 1.3 1.2 1.1 0.9 0.8 0.6 0.5 0.4 0.3 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.00.8 1.0 1.1 1.1 1.1 1.1 1.1 1.1 1.0 0.8 0.7 0.6 0.5 0.4 0.3 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.00.6 0.7 0.8 0.8 0.8 0.8 0.8 0.8 0.8 0.7 0.6 0.5 0.4 0.3 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.00.4 0.5 0.6 0.6 0.6 0.6 0.6 0.6 0.6 0.5 0.4 0.4 0.3 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.00.3 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.3 0.3 0.3 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
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Note:

1.This design is compliant with the requirements of Australian
Standards AS2560.2.3-2007 'Lighting of Football' Semi-Pro level -
Semi-Pro Comp, however it should be taken as provisional on
as all dimension, pole locations and heights must be confirmed
before installation.

2. An assessment of the floodlight system in accordance with the
requirements of AS/NZS 4282-2019 'The obtrusive effect of outdoor
lighting' has been performed and the system is fully compliant for
non-curfew Lvl 1, A3 Zone.

3. The pole heights specified in this design proposal should be taken as
notional and are taken as the vertical distance from the base of the pole
to the top cross-arm and assumes that the base is at the same relative
height as the centre of the field. They therefore do not take into
consideration the topography of the site. An analysis of the site
topography should be taken into account when determining the actual
required heights of each poles.

(Sportsfield-200Lux)

Luminaire Location Summary
Scene: Sportsfield
LumNo Label Pole X Y

Luminaire Schedule
Scene: Sportsfield
Symbol Label

Z X-Aimpt Y-Aimpt Orient Tilt

Qty Description Lum. Watts Lumens/Lamp LLF

Switched Tilt
1 CP3 A60 757 A 35 -28.2 18 2.194 -0.672 140 12 On 67
2 CP3 A60 757 A 35 -28.2 18 15.558 9.958 117 12 On

Calculation Summary

67
3 CP3 A60 757 BK A 35 -28.2

Scene: Sportsfield

CP3 A60 757 GY 8 ChampionPro396L105-757 A60V2-Gmask 1380

18 8 -43.788 210 5

84814 0.850

On 60
4

Label

CP3 A60 757

CP3 A60 757 GY A 35 -28.2 18

8 ChampionPro396L105-757 A60V2 1380 130393 0.850

-4.051 -17.736 165 11 On 66

Description Avg Max Min Min/Avg Min/Max
Basketball 1 Horizontal Illuminance on field at 0m from ffl 4.42 11 1 0.23

5 CP3 A60 757 GY A 35 -28.2 18 -3.015 -34.903 190 10 On

0.09
Basketball 2 Horizontal Illuminance on field at 0m from ffl 33.75 74 8 0.24

65
6 CP3 A60 757 GY B

CP3 A60 757 BK 4 ChampionPro396L105-757 A60V2-Bmask

0.11
Sports Field

-37.2 -28.2

Horizontal Illuminance @ Ground Level 203.74 257 122 0.60 0.47
Ev Spill - Nth_Cd_Seg1

1380 77301 0.850

18 0.815 -34.903 350 10 On 65

Vertical Spill Illuminance on Buckland St Residential Boundary 4521 8633

7 CP3 A60 757 B -37.2 -28.2 18 -2.12

2605 0.58 0.30

-3.636 35 12 On

Ev Spill - Nth_Ill_Seg1 Vertical Spill Illuminance on Buckland St Residential Boundary

67
8 CP3 A60 757 BK B -37.2 -28.2

2.69

18 -5.723 -44.238 333 8 On 63

7.5 0.3 0.11

4 ChampionPro264L105-757 A45 920 98059 0.850

9 CP3 A60 757 GY B -37.2

CP2 A45 757

0.04
TI_2 Threshold Increment on Buckland St, heading east 0.73 1 0 0.00

-28.2 18 1.851 -17.736 15 11 On 66
10 CP3 A60 757 B -37.2 -28.2 18 -17.758 9.958 63 12 On 67
11 CP3 A60 757 GY C -37.2 28.2 18 1.851 17.736 345 11 On 66
12 CP3 A60 757 GY C -37.2 28.2 18 0.815 34.903 10 10 On 65
13 CP3 A60 757 C -37.2 28.2 18 -17.758 -9.958 297 12 On 67
14 CP3 A60 757 BK C -37.2 28.2 18 -5.723 44.238 27 8 On 63
15 CP3 A60 757 C -37.2 28.2 18 -2.12 3.636 325 12 On 67
16 CP3 A60 757 GY D 35 28.2 18 -3.015 34.903 170 10 On 65
17 CP3 A60 757 GY D 35 28.2 18 -4.051 17.736 195 11 On 66
18 CP3 A60 757 D 35 28.2 18 15.558 -9.958 243 12 On 67
19 CP3 A60 757 D 35 28.2 18 2.194 0.672 220 12 On 67
20 CP3 A60 757 BK D 35 28.2 18 8 43.788 150 5 On 60
21 CP2 A45 757 E -82.201 38.352 12 -69.166 41.58 13.908 5 Off 48
22 CP2 A45 757 F -82.201 27.508 12 -69.166 24.28 346.092 5 Off 48
23 CP2 A45 757 G -46.005 38.352 12 -59.04 41.58 166.092 5 Off 48
24 CP2 A45 757 H -46.005 27.508 12 -59.04 24.28 193.908 5 Off 48
Total Quantity: 24

0.00
TI_1 Threshold Increment on Buckland St, heading west 0.79 2 0 0.00 0.00

Semi-Professional level - Semi-Pro Competition (On A1)
Scale= 1: 300
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125 144 167 166 193 209 191 212 242 194 183 145 124

167 178 210 231 227 246 234 224 240 251 214 177 160

193 205 224 245 207 203 215 187 199 247 220 203 181

218 234 229 245 204 187 189 187 209 232 227 236 193

220 232 234 236 201 187 192 180 193 224 229 234 198

189 215 246 243 222 220 216 186 208 240 229 195 173

155 220 257 214 202 208 207 194 201 228 241 178 142

160 210 241 196 170 182 202 204 201 232 254 191 137
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